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Re: PWSID 0560258 - 2005 Sanitary Survey 
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Dear Ms. Roney, 

77 days 
56days I 

On Deceinber 19, 2005, you informed me that no significant deficiencies were found in the 
Louisville Water Company’s (LWC) water system, according to the 2005 Interim Enhanced 
SurlBcc Water Treatment Rule sanitary survey conducted by the Division of Water. However, 
there were a few non-significant deficiencies that require LWC’s responses. The following are 
thc respouscs to those nun-significant findings: 

1.  For both thc Crescent Hill a~icl  Payne plants, there is not it 30-day supply of chemical storage 
available. 

Responsc: l’he following table suinmarizes the average number days of storage (based on 
average chemical dose and average plant flow) for each chemical used at Crescent Hill and 
Payiie plants. The table shows that the storage capacity is adequate for most of the cheinicals 
except the ferric supply at Crescent Hi11 plant. Currently, we are evaluating the options to 
upgrade various chemical feed systems at Crescent Hill plant and we will consider the 30-day 
supply criterion into OLLI’ study. However, we do not have a target date for the upgrades at 
this point. Prior to any upgrades, we will continue to follow our existing inventory control 
procedure to assure adequate chemical supplies to meet the treatment needs. We believe our 
existing operaring procedure is adequate and effective as we have not had any problems with 
the chemical supplies. 
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2. Day tanlts are not provided at all bulk liquid chemical feed processes at either plant. 

Response: Although not every liquid chemical has a day tank in out treatment plants, some of 
the cheniicals do have day tanks installed and in operation. Our criterion on day tank is that 
when the elevation of a liquid chemicaI feed application point is below the level of its bulk 
storage, a day tank or enhanced level control and monitoring will be provided to eliminate 
the risk of overfeed due to siphon. Using this criterion, we have two chemicals that require 
day tanks: the polymer at Crescent Hill plant and the fluoride at B.E. Payne plant. In both 
situations, we have day tanks in service. 

3. At both the Crescent Hill and Payne plants, the chlorine room exhaust fans do not pull 
suction fiom the floor level. 

Response: The chlorine rooins at both plants are specifically designed that way for leak 
coiitainmeiit. The design was approved by the Division of Water. The scrubber systems will 
pull the air from the floor level in case there is a leak. As a result, the exhaust fans were 
designed not to pull suction from the floor level. 

4. The ammonia feed room at the Payne plant does not have an air intake near the floor, 
switches located outside the door nor a door opening to the outside of the building. 

Responses: The aniinoiiia Feed room at B.E. Payne plant meets building codes and 
operational requirements. Wc are not aware of any specific design or safety criteria that 
require the change of the feed room. 

We will accept your specific recommendation on developing a standard operating procedure for 
calibrating chemical feeders for the Payne plant. Although we have a procedure in place, we 
believe that a forrnally documented SOP is necessary for us. We will have a written procedure 
developed by June I ,  2006. 

Please let me know if you have any additional questions or need any further explanation on the 
above responses. I can be reached by phone at (502) 569-3630 or by einail at 

Jack Wang, P1i.D 
Director of Water Quality and Production 
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ERNIE FLETCHER 
GOVERNOR 

ENVIRONMENTAL AND PUBLIC PROTECTION CABINET LAJUANA S. WILCHER 
DEPARTMENT FOR ENVIRONMENTAL PflomcnoN SECRETARY 

DIVISION OF WATER . 
14 REILLY ROAO 

FRANKFORT, KENTUCKY 40601 -1 190 
www.kentucky.gov 

December 19,2005 

Mr. Jack Wang 
Louisville Water Company 
550 South % r d  Street 
Louisville, Kentwky 40202 

RE: PWSID #0560258 
2005 Sanitary Survey 

Dear Mr. Wang: 

The Division of Water conducted an Interim Enhanced Surface Water Treatment 
Rule sanitary survey of the Louisville water system on October 19,2005. A copy of the 
survey is attached. No significant deficiencies were noted. The following non-significant 
deficiencies were found: 

1. 

2. 

3. 

4. 

Far both the Crescent Hill and Payne plants, there is not a 30day supply 
of chemical storage available. 
Day tanks are not provided at all bulk liquid chemicaI feed processes at 
either plant. 
At both the Crescent Hill and Payne plants, the chlorine morn exhaust fans 
do not pull suction fiom the floor level. 
The ammonia feed room at the Payne plant does not have an air intake 
near the floor, switches located outside the door nor a door opening to the 
outside of the building. 

The following recommendations was made: 

1. A standard operating procedure for calibrating chemical feeders should be 
developed for the Payne plant. 

Louisville has 90 days to respond to the non-significant deficiencies (March 19, 
2006). The written response is to be sent to the Drinkg Water Branch, 14 Reilly Road, 
Frankfort KY 40601 to the attention of Julie W. Roney. 

Printed on Recycled Paper 6% An Equal Opportunity Employer ,M/F/D 
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Louisville Sanitary Survey 
December 19,2005 
Page 2 

If you have any questions regarding this report, contact either Julie W. Roney in 
the DOW Drinking Water Branch at 502/564-2225, extension 535 or Brad Trivette in the 
Louisville Regional Ofsce at 502/425-467 1. 

Sincerely, 

Donna S. Marlin, Manager 
Drinking Water Branch 
Division of Water 

C: Louisville Regional Office 
Drinking Water Files 
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NATURAL RESOURCES AND ENVIRONMENTAL PROTECTION CABINET 
KENTUCKY DEPARTMENT FOR ENVIRONMENTAL PROTECTION 

DIVISION OF WATER 
Drinking Water Sanitary Survey 

Agency Interest Number B129 
Site Name: Louisville Water Company Program: 

Inspection Type: Sanitary Survey 

Latitude: 
Inspection Dates: 10/19/2005 

LWC 0471 

Purpose: I Not/Com#: 
Time: Start AM End AM 
Longitude: 



Drinking Water Data Revision. Code: #041205 
(To be changed by Central Office Staffonly) 

SANITARY SURVEY CODE: 83 
INSPECTOR EMPLOYEE CODE: 

PWSID: #0560258A PLant Name:Cresent Hill WTP Plant ContackJack Wang Plant Type: 
C (community) Plant C1ass:N (>3 MGD) 
Distribution Class:TvD-Pop. >50,000 C0unty:Jefferson Phone Number:502/569-3600 Fax 
Number:502-569-08 13 E- Mail Address:jwang@lwcky.com 
Service Connections:269,488 System Population Served:889,3 10 
Total No. Purchasers:9 Total Population Served:953,066 

Treatment 
Primary Source:Ohio River Secondary Source: 
Plant Capacity MGD:240 MGD Filter Design Rate: 3gaVminlft2 Total Storage Capacity (gallons):90 
MG 

Maximum Pumping Rate: 166,666gpm 

Pre-sedimentation Size:llO MG Aeration Code: 
Sedimentation (Primary) Code:B-ConventionaVBaffled Basin Sedimentation 2 (if 2 different 
processes) Type: 
Filter (Primary) Code:M-High RateMxed (sandgamitdanthr~te) Filter 2 (if 2 different filter types) 
Type: 
Clear well Size (gallons):25 MG (14 chambers) 

Chemicals 
Pre-Disinfectioflreatment Code:G-Chlorine Gas Post-Disinfection Code: A-Chloramines 
Primary Coagulant Code:F-FerdLime Secondary Coagulant (Name): P-Polymer Filter Aid 
Name:Pol yd yne 
Corrosion Control Code:L-pH adjustment/Lime Taste and Odor Code:C-Activated Carbon/Powdered 
Softening Code: 
Iron (and Manganese) Removal Code: Fluoride Supplement Code:A-Hydrofluosilicic Acid 
Other Code: Other Name:KMn04 for Zebra Mussel control 

Legend - NA - Not Applicable NI - Not Inspected 

b. Administrative Requirements 1 

Comments: 
Compliance Status - No violations observed 

I 11. Operator CertificatiodAccreditatiom Requirements 

2 
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(Check with Certification Section or in TEMPO) 

Plant Class 

IVA PlantA 
(Cresent Hill) 
IVA PlantB 
(Pame) 

Plant Capacity Hours operated Shifts Operated Operator Class Required w w  (annual average) (per day) Plant Distribution 
240 MGD 24 hours a day IVA IVD 

60 MGD 24 hours a day 

Does the plant have operators with the appropriate class certificate? Yes No 
Are the certifications up-to-date? Yes No 0 
Does the system appear well operated and maintahed? Yes No 

Operator Name 
Charles Snider 
David Austin 
Derrick Carr 
Jack Wang 

Plant Certification # 
IVA 712 
IVA 983 
IVA 1601 
IVA 82 n7D 1903 

Distribution Certification # 

John Fitzgerald 
Joseph Horrell 

Jeremy Nicheols 
Richard Smith 

Comments: Robert Blume IVA 755; Robert Calloway IVA 909/IVD 2788; Shawn Goodlett IVA 575; 
Tammy Lentz IVA 1045; Timothy Meyer IVA 250; Troy Hainline IVA 1043; William h a n  
IVA 1 187; Harold Hurt IVD 2679; Mark Campbell TVA 433; Moms Manley IVD 2479; Paul 
Barker LVA 581 ; Susan Dougherty IVD 3 135; Bradley McBride IVD 12642; Brenda Lucas IIID 
9619; Rengao Song IVA 1826; Richard Wheeler IVA 120; Rhonda Thorne IVA 613; Monica 
Ottens-Settles IVA 161; Roger Tucker IVA 446; BiIly Me& IVD 2642; Eric Ayers IVD 3056; 
Tom Metcalf ID 3071; Vincent Ilari IVA 961/IVD 2647; Phillip Scott IVA 1168/IVD 3083; 
Ruth Lancaster IVA 12808; Cynthia Crawford IVA 12691; Dale Hall IVD 13201; Gary Mason 
IVA 102 1 8; Clifford Buechell IVA 1722/IVD 3709; Donna Harrett IIID 13754; Michael Magee 
IVD 13635; Angelita Schafflein IVA 9881 

N A  1174 
IVA 406 
WA 1020 IVD 2917 
IVA 1720 

Compliance Status - No violations observed 

1 TH. Record Keeping Requirements I 
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Records to be kept on site 
Data Summaries (if actual data not 
retained) 

Certification (required after 

Time it must be kept 
Based on data replaced Y e s n N o n  N/A(XI 

Check Yes or No 

Records of Sanitary Surveys 10 years Yesm No 
Records of Variances and 5 years Y e s n N o n  NIA(XI 

Comments: 

Compliance Status - No violations observed 

1 IV. Reporting Requirements 

(To be completed by Compliance Officer) 
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Reporting Item 

x 4perquarter x 0.3 NTU/l NTU 

Asbestos 

Bacteriological 
Consumer Confidence Report 
(CCR) 
Dioxin 
Fluoride (supplemental) 

inorganic chemicals (IOCS) 
Lead & Copper 

Nitrate 

Nitrite 
Opaational Reports (MORS) 
Radionuclides (RADS) 
Secondary Contaminants (SECs) 

Corrosivity 

sodium 

Synthetic Organic Compounds 
(SOCS) 

TotaI TrihaIomethanes UTHMs) 
Turbidity (Greater than 1 or 5 
NTUs report ASAP) 
Unregulated Contaminants 
(UCMR) 
Volatile Organic Chemicals 

Haloacetic Acids 

Chlorite (Chlorine Dioxide 

Bromate (Ozone only) 

Chlorine/Chloramiines 

M Y )  

Normal Reporting (list last 
reporting period and note 
any exceptions) 

1 samplein first 3 years 
of 9 year cycle; last was 
2002-2004 .~ 

270permonth 
Annually by July 1 

Not waived, with SOCs 
For Dental Health--2 

per month with 1 plant tap 
and 1 distribution 

Annually 
@ 50 samples in July- 
September every 3 years; 
last done in 2003 

Annuallyinhighest 
auarter 
n 

Annually; can be done 
with secondaries 

2 per year in wet and 
dry seasons; 1 can be done 
with secondaries . 

>3300 so 2 sample sets 
in 12 consecutive months in 

Per Federal EPA 

Either annually or 4 
consecutive qwuters within 
the 3 year period 

4perquarter 

fl 
n 

Total chlorine residuals 
with monthly compliance 

Emergency Reporting (List any reports ~ 

to the public) 

n 

D 
0 

0 

0 

0 
0 

0 
n- 
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bacts; daily for MOR 

Emergency Reports (Immediate 
Notification) 

Chlorine Dioxide 

Total Organic Carbon 
alkalinity) and CFE 

Pressure, 0 LOSS of 
Disinfection 

Line Breaks, Loss of 

[ Sample site plan I Bact/LCR/DBP 

Comments: All monitoring except for CCR, Ledcopper,  Bacts and Chloramines are PER PLANT, 

Compliance Status - No violations observed 

~~ p. Operation & Maintenance/Performance Requirements I 
MANAGEMENT AND SYSTEM OPERATION 

Organization: 
What is the utility’s governing body? Water Board 

What is the term of office for board or council members? 3 years 
Are the members familiar with water treatment? Yes No 
How often does this body meet? 
Do operators attend? 

Monthly 
Yes 0 No 

Is there an organization chart? (Provide) Yes No 
Does the chart include the WTP? If not provide additional chart. 
Have there been any changes since the last Sanitary Survey? Yes No Ix) 

If yes, explain Distribution expansion-Goshen, SheperdsviUe 
Is the system subject to Public Service Commission regulations? Yes 0 No 
What professional organizations does the water system belong to? AWWA, M A ,  
ORSANCO, Research Foundation 

Yes No c] 

Communications: 
Does the system have a Mission Statement? (Provide) 
Does the system have water quality goals? (Provide) 

TCR 99%, Residual >2ppm, Taste & Odor, pH, etc. 

Is the system aware of the Area-wide Optimization Program, coordinated through the 
DOW’s Drinking Water Branch? Yes (XI No 0 
Does the system have regular staff meetings? 

Yes No c] 
Yes No 

What parameters are included m these goals? 4.1 NTU 97%, ~ 0 . 3  NTU loo%, 

Are the operators aware of these goals? Yes No 

Y e s H N o U  
Monthly, Work Teams meet as How often? 

needed 
Who is involved? All 

Do the administrators (including the managing body) visit the water plant? 
Yes No 0 
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How often? Quarter1 y-Monthl y 

Types 
Frequency Monthly 

TYP= summary 

Does the plant provide reports to the superintendent? - Yes No 
MOR Operating (general), Compliance Monitoring Reports, Safety 

Does the superintendent provide reports to administrators? Yes H No 

Frequency Monthly 
Is there an Operations and Maintenance manual(s) for both the water plant and 
distribution system? Yes No 

Is the Operations and Maintenance Manuel updated annually? Yes 

Who updates the manual? Natural Work Teams 
How are operators made aware of the O&M procedures? Involved in changes 
Are copies maintained in a location other than the water plant for security reasons? 
Yes No 

Does the system provide any public relations or education activities? Yes No 
Who is responsible for providing this? 
What types of public relations or education are done? Tours, Community Events, 

Who answers customer inquiries? Customer Senrice Representatives, Work Teams 

No 
If not, how often is it updated? As needed 

Public Relations Dept. 

Schools 

(specialist) 
Is a customer inquiry log maintained? Yes 1x1 No 

Planning: 
Does the system have any short-term needs? Yes No 0 

Are they documented? Yes No 
How are they developed? 
Who provides input into these needs? 
Are the operators involved? Y e s H N o m  

Does the system have any long-term needs? Yes No [7 
Are they documented? Yes No 
How are they developed? 
Who provides input into these needs? 
Are the operators involved? 

How are chemicals inventoried? Monthly 
How are distribution materials inventoried? Warehouse, Monthly 
Is there a bid process for chemicals, pipe or other large item purchases? Yes 1x1 No 

All and Administrators 
All 

Consultants, and check with DOW 
All to consultants 

Yes No 

Securitv Issues: 
In general, what security measures are in place at the water plant?Guard, Fence, Cameras, 
Motion Detectors, alarms 
In general, what security measures are in place in the distribution system?Gated, locked 
tanks, Motion Detectors, a l m s .  
Hn general, what security measures are in place for data systems (SCADA, billing, 
Internet)?SCBDA system is not internet accessable, Firewalk, Virus Protection (IT 
Department. 
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Has the system developed procedures for protecting sensitive documents? 

Has the system developed procedures for securing computer/SCADA usage? 
Y e s H N o n  

Yes No 
Does the plant ever disable the SCADA system and run on manual? Yes No 0 

Has the system performed, or had perfoi-med, a Vulnerability Assessment? 
Has the system updated its Emergency Response Plan? Yes 

refresher 

Is the utility a member of the Local Emergency Planning Council? Yes 
How has communication been established with important extend suppliers (electric 
company, chemical suppliers, etc)? Account Representative, Salesperson 
Has the system developed procedures for protecting backup equipment? Yes 

Yes No 
No 

How is the ERP communicated to all employees? Meetings and group HAZMAT 

Is the ERP exercised? Yes (XI No 0 
No 

No 

Personnel: 
Certified Operators Number 33 

vacancies? Yes No 

Note: Detailed Operator Certification Information in a Separate Section 

Is the number of operators adequate to cover needed shifts, vacations, and 

What is the attitude of the staff? Administration Good 
Operators Good 

Are the operators cross-trained (by shift, by plant, with distribution, with maintenance, 
etc)? YesmNo 

DO the operators perform maintenance as well as operations? Yes NO 
Is someone cross-trained with the plant lead operatodsnpervisor? Yes No 
Do you have contingency plans for replacing retiring system personnel? 

Yes No 
How do the operators obtain the necessary Continuing Education Hours for license 
renewal? Training, Internal 

Who are the traMng/technical assistance providers? Ruth Lancaster, DOW 
What type of training is typically obtained? Hads-on, Classroom 
Does the system pay for registration, lodging and meals? Yes 
Does the system allow operators to attend training on company time? Yes No 

No c] 

Plant Coverage: 
Is there shift operation at the plant? Yes No 0 

Length of shift 12 

Number of shifts/day 2 
Number of operators per shift 

How are weekends and,holidays covered? Rotating Shift 

A-2, B-1 

Does this system have unmanned operations? Yes No 
Do the operators ever leave the water plant property while the plant is producing water? 

YesDNoIX] 
Howlong 
What duties are the operators performing when they are away from the plant? 
Sampling, Checking Distribution System 

the operators typically away from the plant? 

Are there safeguards for when operators may be doing work outside on the p h t  grounds? 
Y e s B N o O  

What types of safeguards? Communications, Rails, Off Duty Police in the evening 
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Financial: 
Does the system have a budget? Provide l-page summary if available. Yes No 0 

Is the water plant meeting its expenses? Yes No 
Does the water plant revenue go to meet other city/district/association expenses 
(such as sewer or garbage)? Yes IXI No 0 
Who prepares the budget? PlantJack Wang 

Does the system have an external audit process? Yes No 
Are training and license funds built into the budget? Yes 

Y e s W N o n  
No 0 

Do the operators have any input into the budget? 

No 0 
Are general accounting procedures followed? Yes 
Is there a policy for delinquent accounts? Yes 

When was the last rate increase? 01/05 
Are long-term needs built into rate increases? Yes 
Do rates promote conservation in time of drought? Yes No 

Yes No [7 
Is the debt being paid on time? Yes No [7 

No 17 
Is there a rate structure in place? YesWNOrJ 

No 0 
Does the system have any long-term debts? 

Does the system have a reserve account? Yes No 
Does the system have a good credit rating (for obtaining bonds, etc)? Yes 
Where does the system typically go for fmancial assistance? Bonds 
Does the system have a capital improvement plan? 

What is the day-to-day spending authority of the plant superintendent? 

Under Operational Emergency 
Is there a purchase order process? 

No 

Yes No [7 
How many years does the plan cover? ’ 

What is the emergency spending authority of the plant superintendent? As Needed- 

Yes (x1 NO 

20 years 
As Needed 

General Observations: 
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Water Purchased Not AppIicable 

Purchased From Amount Monthly Amount Available by Contract 
(average) (monthly) 

1 I I 

Observations : 

Water sold To 

Water Sold Inspected 

Amount Contract Amount 

JimBeamBrmds I 0.5 MGD 0.5 MGD 
#(I152087 

Mt. Washington 
Water I I I 

1.7 MGD OPEN 

#O I50300 
N. Nelson WD 0.28 MGD OPEN 
#090003 23 

N. Shelby WD 
#lo60324 

Taylorsville Water 
Works 

# 1080425 

~ _ _ _ _  ~ 

Observations: 

0.63 MGD OPEN 

1.35 MGD OPEN 
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PLANT AND DISTRIBUTION SYSTEM OPERATIONS 

Include a plant schematic (if available) indicating the following details 

0 Source water typeAocation 
0 Major unit processes (including baffling factors and volumes) 
0 Flow measurement locations 
0 Chemical injection locations 
0 Piping Flexibility (including number of raw and finished water mains) 
0 Wastehandling 

Source 

List upstream land uses: Agriculture, Recreational and residential. 
List upstream discharges (Within 5 miles): None known 
Is there a source water protection plan in place? Yes No 
Is the system drought-vulnerable? Yes c] No 
Describe any water quality monitoring done on the source water: Turbidity, fluoride, 

alkalinity, odor, total hardness, Ammonia, conductivity, cdcium, Magnesium, Chloride, nitrate and nitrites, 
color, total solids, suspended solids, dissolved solids and temp.. 

If multiple sources are available, is the one in use the “best” in terms of both water quality 
and quantity? Yes 0 No 
Observations: 
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Intake Structure 

Is raw water pumped? 
Number of raw water mains 3 
Is raw water flow measured? Yes 

List any chemicals fed at the source: Potassium permanganate 
If source is a reservoir is it aerated? Yes [7 No 
List depths of intake levels (normal pool): 10 ft. and 17 ft. 
Are screens stationary? [7 Or mechanical? IxI 

Is screen clogging a problem? Yes No 
Are Zebra mussels a problem? Yes 

If yes list actions taken: Potassium permanganate twice per year. 
How often are the submerged portions of the intake inspected? 

When was the date of the last inspection? 
Observations: 

Or gravity fed? 

No c] 
If so when was the meter last calibrated? 

- 
No 

ElectricaUEmergencv Power Inspected 
Are emergency power generators available at the intake? Yes 
Are emergency power generators available at the water plant? Yes No 

No 0 
If available, can they support the entire plant? Yes 
If the entire plant cannot be supported, are necessary systems provided power? 

No 0 
Y e s o N o n  

Are emergency power generators available in the distribution system? Yes 
Are emergency power generators available for main office functions? Yes 
Are standby emergency generators exercised regulsrly? Yes 

Is other standby equipment exercised regularly? Yes No 
Is there the ability to utilize natural gas, propane or other sources of fuel for power? 

Y e s H N o O  
Have arrangements been made with outside contractors, other utilities, etc to provide 
needed emergency equipment? Yes No 
If equipment is shared with the wastewater plant, how is the equipment disinfected prior to 
use at the water plant? N.A. 
Observations: Generator is designed only for natural gas. Have four mobile generators for use 
in the Distribution system. 

No 
No 0 

No c] 

Emergency Interconnections/Supplies Not Applicable 
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Are emergency interconnections with other water supplies available? Yes No (XI 

If the system has an inactive water plant, is the plant exercised to maintain preparedness 
for emergencies? Yes c] No 0 

If yes list supplies and PWSID numbers: 

How often? 
How is the plant disinfected prior to bringing it back on line? 

0 bservations : 

Type 

General Plant Description: Conventional 

Capacity (gallons) Reason for Aeration 

Pre-sedimentation Inspected 

Capacity (gallons) 
1 10,000,000 

Is algae growth a problem? Yesn  NOH 
How often is the pre-sedimentation basin(s) cleaned? The reservior was cleaned out in 
2004. 
Observations: This is the reservoir. 

Aeration Not Applicable 

Observations: 

Rapid Mix Insaected 

Condition 
In Line Mixer 

List chemicals fed in order they are fed KMN04, Powera Activated Carbon, Ferric, 
Cationinc Poly, Soda Ash, Chlorine, Ammonia, lime, Poly aluminum chloride 
Is adequate mixing of chemicals taking place? Yes No c] 
Are there flow splits after the quick mix? Yes 

If so is the flow distribution even? Yes 0 No 
Observations: South train is larger. 

No c] 

13 

LWC 0483 



Flocculation Basins Inspected 

Upftow Clarifier 
Upflow Clarifier 

What is the size OK and appearance of the floc? OK 
How often are flocculation basins cleaned? Approx once every two years. 
Are the flocculation speeds tapered (decreased) through the flocculation stages? 

Are there flow splits after flocculation? Yes 0 No 

Observations: # 6 basin is out of service for repairs. 

Yes  NO 

Is flow distribution even? Yes No 

Trains/ Stages Coiciition 
4 4  20,869,000 0 Good 
4 4  22,372,000 0 Good 

Sedimentation Basins Inspected 

Tme I Number of . 1 Volume (gallons) I % with tube settlers I Physical I 

1 
What is the sedimentation turbidity goal? <1 NTU 
What is the overflow rate of the basins? 
If an Actiflo process, what is the rise rate? 
How often are the basins cleaned? Every two years. 
How often is sludge removed from the basins? Continuous. 

Is sludge removal mechanical? 
What is the sludge depth at the time of the inspection? 1 Et. 

Or manual? 

What is the settled water turbidity at the time of the inspection? 
Is there evidence of short-circuiting (Flow or density currents)? Y e s  No fxI 
Is baffling present in the basins? Y e s  No [XI 

If multiple sedimentation basins, describe the piping from the basins to the filters: 
Is there evidence of floc carryover to the fdters? Y e s  I7 No 

If yes, describe the baffling 
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Observations: One basin is down for repairs. 

Filters 
Number of Filters 33 

I Type I Media I FilterRate 

gavmin 

gaymin 

gaUmin 

High Rate Dual Mr 1.3 

HighRate DualMr .55 

What is the fdtered water turbidity goal? <0.05 

effluents? Yes NO 
What Criteria are used for filter backwash? Max. run time, loss of head, and turbidity. 

13.8 

Does %is apply to the combined filter effluent? Yes No 0 to individual filter 

What is the backwash rate in gallons per minute? North 10.7, South 14.8 and East 

Is filter backwash rate ramped up and down? Yes 
Is backwash flow rate measured? Yes 
Are filters ever bumped? Yes 0 No Ix) 
Is air scouring used? Yes 

No [rl 
No 

No 0: 
Record the CFE turbidity at time of inspection 0.04 NTU 
Are individual fiters monitored for turbidity? Yes No 0 

Is this turbidity continuously recorded? Yes N 00 
Is filter to waste (rewash) present? Yes No 

IS it used? yes [II NO 0 
Can turbidity be measured while filtering to waste? Yes c] No 0 

Are flows adjusted on remaining in-service fdters during a backwash? Yes No 
Observations Six of the filters in the North bank are to be have new media in 2006. Five of 
them are out of service now. 

Residuals Handling 
What percent of plant production is used for in-plant processes (backw 
sanitary)? 
How are spent backwash water and other liquid residuals handled? Goes to the settling 
ponds at the Payne plant. 

chemicaP feed, 
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If applicable, is the spent backwash holding tanWlagoon volume adequate? Yes No [7 
Does the plant discharge water from t h i s  tanwlagoon back to a body of water? 
Y e s B N o O  
Does the plant have a KPDES discharge permit? Yes No c] 

Permit Number I(yoo03 123 
Is the discharge meeting permit requirements? Yes No 0 

Is spent backwash wafer recycled? Yes No 
Is it recycled as a "slug"? 0 Or as a constant flow? 
What YO of the flow is recycled? 
Are chemical feed rates adjusted during recycle? Yes 0 No 0 
Are raw water flows adjusted during recycle? Yes No 0 

Ferric chloride 

Polymer 

Are all recordkeeping requirements of the Filter Backwash Rule being 
followed? Yes c] No 

Coagulatic Metering Pre-flocculq 4 Good 

Coagulatic Metering Pre-floccul 4 Good 

How are solid residuals handled?They are allowed to settIe in one of the settling lagoons. 
Observations: 

Polymer 

Chemical Feed Equipment 

Coagulati Metering PreD'opof 

Polyaluninum CVSO4 Filter Aid Metering PreM'op of 1 Good 

I I I I 

Soda Ash I aalinityi Volume4 Pre-floccut( 2 Good I 

Lime pH Adjus Gravime Pre/Top of 2 Good 

I 1 Hydrofluosilicic Acid I Dental H Meterind Pre/Top of I 2 Good el 
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How are chemical feeders calibrated? Gravimetric and volumetric are timed and pan catch and 
weigh. Metering pumps are timed to graduated cylinders. 

How often are chemical feeders calibrated? Chemical feeders are spot checked once 
per shift. Full calibration is done based on the spot check and when maintenance is done on the 
equipment. 

Are chemical dosages calculated? Yes 

conditions. Could be daily or several times per day. 
Are chemicals NSF or United Laboratories approved? Yes 
Do the bulk liquid feed systems have day tanks? Yes No 
Are at least two feeders provided for essential processes (such as coagulation, disinfection)? 
Yes (XI Nom 

No 
Is there enough storage for at least 30 days supply of chemicals used? Yes 0 No 
Are there containment areas around the chemicttls in case of spills or leaks? Yes No 
Are in-plant water supplies protected from back-flow? (Cross connections): Yes Nom 

No 
How often are dosages calculated? Reviewed daily, changes based on raw water 

No 

Are spare parts available? Yes 

Does a certified tester test backnow prevention devices? Yes Nom 
What is the testing frequency? Once per year. Last Tested 2004. 

Observations: Some of the liquid bulk chemicals do have day tanks, but not all. 

Disinfection - 

What is the means used to measure disinfectant chemical usage? Inver-,xy is c0nduc.A on 
the 90 ton railroad cars that supply the chlorine. 
How is the disinfectant residual monitored? In line monitors, grab samples to the lab and 
by portable chlorine field test equipment. 
Is there an on-line, recording chlorine analyzer on the plant tap? Yes 
Observations : 

No 
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Clearwells 

Volume (gallons) 

25.000.000 

Baffling Type Disinfectant Residual 
Total Free 

2.6 m d  

Are hatches secured? Yes 
Are vents screened? Yes 
How often are clear wells cleaned? No schedule. Last cleaned 13 years ago. 
Observations : 

No 0 
NO 0 

Water Plant Pumps 
(Low servicehaw water, high servicdfkshed water and backwash) 

Finished Water 

I water 

I Locatio I Numberof I Capacity I Pump I Flow Control 
n Pumps (gpm) Type Method 

k Zorn 3 65MGD Centrifugal Manual 

Observations: They do not have backwash pumps at Cresent Hill. They use an elevated 
tank to backwash filters. The tank holds 1.5 million gals. 
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Water Plant On-line Instrumentation 

TYPe 

Turbidity 

Turbidity 
Turbidity 

Turbidity 

Turbidity 

Flow Manufacturer Last 

(Location) Date 
Individual Fi Ha& 1011 8/05 
Combined F Ha& 1011 8/05 
Settled Wate Hach 311 1/05 

Tap Hach 612 1/05 
Raw Water Hach out of 

service 

Stream Calibration 

pH 
pH 
UH 

Settled Wate GLI lU3 1/04 
Combined F GLI 11/17/05 
Settled Wata GLI 1 213 1/04 

pH Raw Water 
Chlorine Settled Wate 
Chlorine Settled Wate 
Turbiditv Settled Wate 
Turbidi ty 1 SettledWatd HACH I 41 1 9/05 

I I I 

GLI lU3 1/04 
Capital Controls 12/28/05 
Capital Controls 9/21/05 

HACH 311 1/05 

I 
Observations: 
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Laboratow (P lant) 

flouride 
calcium 

, 
daily 
Biweekly 

semi volatiles As needed 
as needed 

Total metals as needed 

CL2 (continous) 

PH 
NTU (continous) 

Temp 

Total Coliform 

Every 6 
hrS 

daily 
daily 

I 
E. Coli I 
Crypto sporidum oncdmo 

Equipment Used 
Ionicks 900 
titration 
titration 
probe 
titratian 
GC 
GCMS 
A.A. 
A.A. 
colilert qmtitary 

Diskandmedia . 
Filter and 
microscope 
Titration 
Hach meter 
Probe 
Thermometer 

Calibration Method 

standards 

standards I 

standards I 
negative and positive 

negative and positive 

standards 
standards 
Buffers 
Certi.fied 
Thermomter 

Is space adequate? YesM No 0 
Is lighting adequate? Yes No 0 
Are analyses conducted according to Standard Methods? Yes 
Observations: 

No c] 

In-Plant Sampling 

20- Old 

20 
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Distribution Storage Facilities Inspected 

Location Volume Tank Overflow Last 
kd) Type Screed >IO’ Cleaned 

Flapper From tank Inspected 

Telemetry 6” urnover 

Qbservations:See the attached list for tanks and booster pumps. 
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Distribution Booster Pumps and or Booster Disinfection Facilities Inspected 

Location Pump = P Number & Capacity of Disinfection AuKiliary 
Disinfection = PUrnpS (am) Type Power 
D 

Does a certified distribution operator oversee distribution activities? Yesa No 0 
How many pressure zones are there? 5 

What is the range of distribution pressures? 40-110 PSI. Avg PSI = 60 
Do any distribution areas require reduced pressure valves? Yes 

What piping materials are included in the distribution system (in general)? Ductile steel, 
PVC, cast iron, and some asbestos. 
Is there a formal flushing schedule? Y e s 0  NOR Written Procedure? YesB Nom 
Describe the process for sterilizing new mains/main breaks: 
Are there maintenance schedules and procedures? Yes 
What types of on-line instrumentation are located at booster or pump stations and tanks? 
Pressure, flow and Tank levels. 
Is there corrosion protection in the tanks? Yesm No 
How often are tanks inspected? Every 3-5 yrs. 
Is there a valve exerciseheplacement program? Yes@ No 
Is water loss tracked? Yes E No 0 
Is there a water meter replacement program? Yesm N o 0  
Does the utility have distribution maps? Yesm NOD 
Are there main brewemergency notification procedures? Y e s a  No 
Does the system have a cross-connection prevention program? Y e s m  N o m  

No 0 

Cleaned? Every 3-5 yrs 

If so what is the percentage of water lost? 1416% 

Does a celrtified tester test the backflow prevention devices on a regular basis? 
Y e s a  Nom 

Has a calibrated hydraulic model been developed for the system? Y e s o  Nom 
0bservations:Calibrated hydraulic model is being developed now and should be completed 
in the next two Urs. 
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Distribution Sampling 

0bservations:Tota.l coliform samples taken at all locations were <1 col. / l O O m l .  

Gas Chlorine Safetv: 

Is the chlorine room enclosed and separate from other operating areas? Yes No 
Is there a working exhaust fan in the chlorine room? Yes No 0 

Is intake air near the ceiling? Yes a No 
Are switches located outside the chlorine room? Yes 
Are chlorine tanks secured? Yes 
Are the scales operational? Yes 
Is automatic switchover of chlorine cylinders provided? Yes 
Is there a shatterproof viewing window in chlorine room? Yes 
Is there a crash bar on the door of the chIorine room? Yes 

Is there a SCBA unit meeting NOSE standards out side the chlorine room? Yes 

Is the “buddy system” practiced when changing or moving chlorine cylinders? 

Is leak detection provided? Yes No 
If so is there an external audible and visual alarm? Yes 

Is there a chlorine tank repair kit? Yes No 0 
Are personnel trained and certified to use the kits? Yes 

Is ammonia available for chlorine leak detection? Yes No [7 
Is a lockout tag-out system used for electrical repairs? Yes No 
0bservations:There is a scrubber system to take care of any Chlorine leaks. The scrubber 
system intake is at the floor level. 

Does it provide one complete air change per minute? Yes 
Does it exhaust from floor level? Yes No 

No 

Nom 
N o 0  

No c] 
No 0 
No 0 

No 0 
Does it open out and to the exterior of the building? Yes 

Are personnel trained to use the SCBA? Yes No 0 
No 0 

No 0 

YesrnN0r-J 

No 0 
No 

Chlorine Dioxide Safetv: Not Applicable 

Is sodium chlorite stored in a separate room? Yes No 
Is it stored away from organic material? Yes [L1 No [ZI 
Many materials will catch fire and burn viokntly when in contact with chlorite. 
Observations: 

Ammonia Safetv: Inspected 
Is the ammonia room enclosed and separate from other operating areas? Yes 0 No 
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Is there a working exhaust fan in the ammonia room? Yes 0 No 
Does it provide one complete air change per minute? Yes No 
Does it exhaust from ceiling level? Yes 0 No 
IS intake air near the floor? yes NO 0 

Are switches located outside the ammonia room? Yes 0 N o 0  
Are ammonia tanks secured? Yes Nom 
Is there a shatterproof viewing window in ammonia room? Yes No 1 
Is there a crash bar on the door of the ammonia room? Yes No 

Does it open out and to the exterior of the building? Yes No 
Is there a SCBA unit meeting NOSH standards out side the ammonia room? Yes No 

Are personnel trained to use the SCBA? Yes No 
Is leak detection provided? Yes No I7 

If so is there an external audible and visual alarm? Yes 
How are ammonia leaks detected? 
Is a lockout tag-out system used for electrical repairs? Yes No 
0bservations:The ammonia tank is not enclosed, it is located outside in a large 12,000 gal 
tank. 

No 0 

Maintenance: 

Is plant housekeeping adequate? Yes No 
Is distribution storage housekeeping adequate? Yes 
Are adequate supplies of spare parts kept on hand? Yes No 
Are needed tools available? Yes 
What is the general condition of operating equipment? Good 
Is there a written preventive maintenance program? Yes 

Observations: 

No 0 
No 

No 
If not, is preventive maintenance pekormed? Yes No 0 

Comments: 

Compliance Status - No violations observed 

1 VI. Discharge/Emission Compliance 1 
Comments: 

Compliance Status - Not Inspected 

1 WI. MonitoriItg/f%.nalyses Evaluation I 
Comments: 

Compliance Status - Not Inspected 

24 

LWC 0494 



I Vm. Environmental /Health Impact 

- No Violations Observed, but impending violation trends observed - Advisory Action Taken - Out of Compliance. Non-recurrent deficiency noted - Verbal notice given or violation corrected at time of insp. 
- 

Work Site Hazard Assessment : 

Comments: 

Compliance Status -Not Inspected 

ATTACHED REVIEWED 

~~ ~ 1 IX. Documentation 

Samples taken by DEP 
0 Samples taken by outside source 

Instrument readings taken by DEP regional office 
Photographs obtained by DEP 
Copies of records obtained by DEP 
Other documentation 

I Inspector: Brad Trivette 1 Title: Environmental Inspector III I Date: 11/30/05 I 
CompliancdTAO: Eric Sutton 
Title: Environmental Technologist III 
Date: 

I Delivery Method: E-mail I Cert. Mail #: 
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System Contact Mailing Address 

Administrative Contact Mailing List 
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NATURAL RESOURCES AND ENVIRONMENTAL PROTECTION CABINET 
KENTUCKY DEPARTMENT FOR ENVIRONMENTAL PROTECTION 

DIVISION OF WATER 
Drinking Water Sanitary Survey 

Latitude: I Longitude: 
Coordinate Collection Method: 

P 
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Drinking Water Data Revision Code: #041205 
(To be changed by Central OfEce Staf€only) 

SANITARY SURVEY CODE: 83 
INSPECTOR EMPLOYEE CODE 

PWSID: #0560258B Plant Name:BE Payne WTP Plant ContackJack W a g  Plant Type: 
C (community) Plant C1ass:IV (>3 MGD) 
Distribution Class :IVD-Pop. >50,000 County:Jefferson Phone Number:502/569-3600 Fax 
Number: E- Mail Address: 
Service Connections:269,488 System Population Served:889,3 10 
Total No. Purchasers:9 Total Population Served:953,066 

Treatment 
Primary Source:Ohio River Secondary Source:Rivabank Infiltration Well Maximum Pumping 
Rate:41,666 gpm 
Plant Capacity MGD:60 MGD Filter Design Rate: 5gal/min/fE Total Storage Capacity (gallons):90 
MG (total) 

Pre-sedimentation Size: Aeration Code: 
Sedimentation (Primary) Code:B-ConventionaUBaffled Basin Sedimentation 2 (if 2 different 
processes) Type: 
Filter (Primary) Code:M-High Rate/Mixed (sandgamite/anthracite) Filter 2 (if 2 different filter types) 
Type: 
Clear well Size (gallons):6 MG 

Chemicals 
Pre-DisinfectionlTreabnent Code:G-Chlorine Gas Post-Disinfection Code: A-Chloramines 
Primary Coagulant Code:LFerric/Lhe/Folymer Secondary Coagulant (Name): Filter Aid 
Name: 
Corrosion Control Code:L-pH adjustmentLime Taste and Odor Code:C-Activated CarbodPowdered 
Softening Code:GLime/Soda Ash 
Iron (and Manganese) Removal Code: Fluoride Supplement Code: A-Hydrofluosilicic Acid 
Other Code: Other Name: 

Legend - NA - Not Applicable N I  - Not Inspected 

I. Administrative Requirements 1 

Comments: 
Compliance Status - No violations observed 

I 11. Operator CertificatiodAccreditation Requirements 
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(Check with Certification Section or in TEMPO) 

Plant Class Plant Capacity 
(MGW 

TYA Plant A 240 MGD 
(Cresent Hill) 
IVA Plant B 60 MGD 
(Pane) 

Hours operated Shifts Operated Operator Class Required 
(annual average) (per day) Plant Distribution 

24 hours a day JYA IVD 

24 hours a day IVA IVD 

Does the plant have operators with the appropriate class certificate? Yes 
Are the certifications up-to-date? Yes 
Does the system appear well operated and maintained? Yes 

No 
No 

No 0 

Operator Name 
See Plant A 

Plant Certification # Distribution Certification # 

I 

Comments: See Plant A 

Compliance Status - No violations observed 

111. Record Keeping Requirements 
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-Records to be kept on site 
Data Summaries (if actual data not 
retained) 
Bacteriological Analyses 

Time it must be kept 
Based on data replaced 

I Chemical halvses 

Check Yes or No 
Y e s u  No a N/A 

LeadandCo erData 
Turbidity Analyses . Individual Filter Turbiditv Data 

10 years 
5 years 

Records of Violation 
Certification (required after 
May 1,2002) 
Records of Sanitary Surveys 
Records of Variances and 
Exemutions 

- 
Yes- - N o m  
Yes, No NIA 0 

1 Distribution Maps 

Certification ( C W S  only) 
C-T Profiling Data 

Comments: See Plant A 

Compliance Status - No violationi observed 

I IV. Reporting Requirements 

P o  be completed by Compliance Officer) 
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Reporting Item 

Asbestos 
Bacteriological 

Corrosivity 
sodium 0 
Synthetic Organic Compounds 

Normal Reporting (list last Emergency Reporting (List any reports 
reporting period and note to the public) 
any exceptions) 
0 I7 
0 

NTUs report ASAP) 
Unregulated Contaminants 
(UCMR) 
Volatile Organic Chemicals 
(VOCS) 
Haloacetic Acids 

0 
0 

CI 
Chlorite (Chlorine Dioxide 

Bromate (Ozone only) -17, 
Chlorine/Chloramines 

Comments: See Plant A. 

0 I 

5 

Chlorine Dioxide 

Total Organic Carbon 
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0 
0 

Emergency Reports (Immediate 
No ti fication) 

Sample Site Plan 

Line Breaks, Loss of 1 
Pressure, LOSS of - 
Disinfection 

cl i 



Compliance Status - No violations observed 

I V. Operation & Maintenancflerformance Requirements I 
MANAGEMENT AND SYSTEM OPERATION 

Organization: 
What is the utility’s governing body? 

What is the term of office for board or council members? 
Are the members familiar with water treatment? Yes 0 No 0 
How often does this body meet? 
Do operators attend? Yes No 

Is there an organization chart? (Provide) Yes 
Does the chart include the WTP? If not provide additional chart. 
Have there been any changes since the last Sanitary Survey? Yes 0 No 0 
Is the system subject to Pnblic Service Commission regulations? Yes No 0 
What professional organizations does the water system belong to? 

No 
Yes No 0 

If yes, explain 

Communications: 
Does the system have a Mission Statement? (Provide) 
Does the system have water quality gods? (Provide) 

What parameters are included in these-goals? 
Are the operators aware of these goals? 

Yes No c] 
Yes 0 No 0 

Y e s O N o n  
Is the system aware of the Area-wide Optimization Program, coordinated throagh the 
DOW’s Drinking Water Branch? Yes 0 No 0 
Does the system have regular staff meetings? Y e s O N o n  

How often? 
Who is involved? 

Do the administrators (including the managing body) &it the water plant? 
Y e s n N o o  
How often? 

Does the plant provide reports to the superintendent? - Yes No c] 
Types 
Frequency 

Types 
Frequency 

Does the superintendent provide reports to administrators? Yes No 0 

Is there an Operations and Maintenance manual(s) for both the water plant and 
distribution system? yes i-J NO 

Is the Operations and Maintenance Manuel updated annually? Yes [7 No 0 
W h o  updates the manual? 
How are operators made aware of the O&M procedures? 
Are copies maintained ira a location other than the water plant for security reasons? 
Yes 0 NO 0 
Who is responsible for providing this? 

If not, how often is it up-dated? 

Does the system provide any public relations or education activities? Yes No 
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What types of public relations or education are done? 
Who answers customer inquiries? 

Is a customer inquiry log maintained? Yes No 0 

PlanninE 
Does the system have any short-term needs? Yes No 

Are they documented? 
How are they developed? 
Who provides input into these needs? 
Are the operators involved? Y e s o N o o  

Does the system have any long-term needs? 
Are they documented? 
How are they developed? . 
Who provides input into these needs? 
Are the operators involved? 

Yes No 17 

Yes [I] No 
Yes No 

Yes 0 No 0 
How are chemicals inventoried? 
How are distribution materials inventoried? 
Is there a bid process far chemicals, pipe or other large item purchases? Yes No 0 

Securitv Issues: 
In general, what security measures are in place at the water plant? 
In general, what Security measures are in place in the distribution system? 
In general, what security measures are in place for data systems (SCADA, billing, 
Internet)? 

Has the system developed procedures for protecting sensitive documents? 

Has the system developed procedures for securing computer/SCADA usage? 

Does the plant ever disable the SCADA system and run on manual? Yes No 

Yes No c] 

Yes NO 0 
Has the system performed, or had performed, 8 Vulnerability Assessment? Yes 0 No 
Has the system updated its Emergency Response Plan? Yes 0 No 

How is the ERP communicated to all employees? 
Is the ERP exercised? Yes No 

Is the utility a member of the Local Emergency Planning Council? Yes 
How has communication been established with important external suppliers (electric 
company, chemical suppliers, etc)? 
Has the system developed pracedures for protecting backup equipment? Yes No 

No [7 

Personnel: 
Certified Operators Number 

Note: Detailed Operator Certification Information in a Separate Section 

Is the number of operators adequate to cover needed shifts, vacations, and 
vacancies? Yes No c] 

What is the attitude of the staff? AdministraGon 
Operators 

Are the operators cross-trained (by shift, by plant, with distribution, with maintenance, 
etc)? Yes UNO 

DO the operators perform maintenance as well as operations? Yes No 
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Is someone cross-trained with the plant lead operator/supervisor? Yes [II No 
Do you have contingency plans for replacing retiring system personnel? 

Yes 0 No 
How do the operators obtain the necessary Continuing Education Hours for license 
renewal? 

Who are the training/technical assistance providers? 
What type of training is typicdy obtained? 
Does the system pay for registration, lodging and meals? Yes No c] 
Does the system allow operators to attend training on company time? Yes No [zl 

Plant Coverage: 
Is there shift operation at the plant? Yes 0 NO [7 

Length of shift 
Number of operators per shift 
Number of shiftslday 
How are weekends and holidays covered? 

Does this system have unmanned operations? Yes No 
Do the operators ever leave the water plant property while the plant is producing water? 

U e s O N o O  
How long are the operators typically away from the plant? 
What duties are the operators performing when they are away from the plant? 

Are there safeguards for when operators may be doing work outside on the plant grounds? 
Y e s n N o D  

What types of safeguards? 

Financial: 
Does the system have a budget? Provide 1-page summary if available. Yes 0 No [7 

Is the water p h t  meeting its expenses? 
Does the water plant revenue go to meet other city/district/association expenses 
(such as sewer or garbage)? Yes No 0 
Who prepares the budget? 

Yes c] No 

Does the system have an external audit process? Yes 
Are training and license funds built into the budget? Yes No 

No 

Yes No Do the operators have any input into the budget? 
Are general accounting procedures followed? Yes 
Is there a policy for delinquent accounts? Yes 0 No iz] 
Is there a rate structure in place? Yes U N O  0 

No 

When was the last rate increase? 
Are long-term needs built into rate increases? Yes 0 No [7 
Do rates promote conservation in time of drought? Yes No 

Is the debt being paid on time? 
Does the system have any long-term debts? 

Does the system have a reserve account? Yes No 
Does the system have a good credit rathg (for obtahhg bonds, etc)? Yes No 
Where does the system typically go for financial assistance? 

Yes No 17 
Yes No 

oes the system have a capital improvement plan? 
How many years does the plan cover? 

Yes No 

What is the day-to-day spending authority of the plant s M p e r ~ ~ ~ ~ ~ e n t ?  
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What is the emergency spending authority of the plant superintendent? 
Is there a purchase order process? 

General Observations: See Plant A 

Yes 0 No 
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Water Purchased Not Applicable 

Purchased From Amount Monthly Amount Available by Contract 
(average) (monthly) 

Observations: 

Water sold To 
Ashley Pt. Mobile 

Home Park 
#0560609 

Water Sold Inspected 

Amount Contract Amount 

Jim Beam Brands 
#0152087 

Mt. Washington 
Water 

M150300 
N. Nelson WD 

#09000323 
N. Shelby WD 

1 Old Ky Home Scout 
Reservation 
#0152891 

Taylorsville Water 
Works 

#I080425 
Tyler Mountain 
Water Company 

#0560503 
West Shelby WD 

#lo60457 

0bservations:See plant A. 
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PLANT AND DISTRIBUTION SYSTEM OPERATIONS 

Ohio 

Include a plant schematic (if available) indicating the foliowing details 

Number Amount Adequate? Quality issues? 
60 MGD YesH Nom Y e s n  N o h  

0 Source water typdocation 
0 

0 Flow measurement locations 
0 Chemical injection locations 
0 

0 Wastehandling 

Major unit processes (including baffling factors and volumes) 

Piping Flexibility (including number of raw and finished water mains) 

River 
Well 
#2 

Source 

1435 22 MGD YesR NOD Y e s o  NOR 

I Name I Waterwithdrawal I Permitted I Is Capacity I Are there Water 

- 
I 

Yes- - No- 
Yes- No- 

Yesc] No - 
Y e s u  No - 

List upstream land uses: Residential, recreational and some Agricultural. 
List upstream discharges (Within 5 miles): None known. 
Is there a source water protection plan in place? Yes 
Is the system drought-vulnerable? Yes 0 No 
Describe any water quality monitoring done on the source water: Turbidity, fluoride, 

No 

alkalinity, odor, total hardness, Ammonia, conductivity, calcium, Magnesium, Chloride, nitrate and nitrites, 
color, total solids, suspended solids, dissolved solids and temp.. 

If multiple sources are available, is the one in use the Lcbest’y in terms of both water quality 
and quantity? Yes [7 No 
Observations: 
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Intake Structure 

IS raw water pumped? Or gravity fed? c] 
Number of raw water mains 2 
Is raw water flow measured? Yes 1x1 No 0 
List any chemicals fed at the source: 
If source is a reservoir is it aerated? Yes 0 No 
List depths of intake levels (normal pool): 40 feet below pool. (Two intakes) 
Are screens stationary? Or mechanical? 

Are Zebra mussels a problem? Yes c] No 

How often are the submerged portions of the intake inspected? Every 5 years. 

Observations: 

If so when was the meter last calibrated? 10-1-2000 

Is screen clogging a problem? Yes No 

If yes list actions taken: 

When was the date of the last inspection? 

ElectricaYEmereencv Power Inspected 
Are emergency power generators available at the intske? Yes 
Are emergency power generators avaiiable at the water plant? Yes 

No 
No 0 

If available, can they support the entire plant? Yes 
If the entire plant cannot be supported, are necessary systems provided power? 

No 

Y e s H N o o  
Are emergency power generators available in the distribution system? Yes No 
Are emergency power generators available for main office functions? Yes No c] 
Are standby emergency generators exercised regularly? Yes No c] 

No 
Is there the ability to utilize natural gas, propane or other sources of fuel for power? 

Have arrangements been made with outside contractors, other utilities, etc to provide 
needed emergency equipment? Yes No 
If equipment is shared with the wastewater plant, how is the equipment disinfected prior to 
use at the water plant? NA 
0 bservations : 

Is other standby equipment exercised regularly? Yes 

Yes No 

Emergencv Interconnections/Supplies Not ADplicable 
Are emergency interconnections with other water supplies available? Yes [7 No 

If yes list supplies and PWSD numbers: 

1 3  
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If the system has an inactive water plant, is the plant exercised to maintain preparedness 
for emergencies? Yes No 

How often? 
How is the plant disinfected prior to bringing it back on line? 

Observations: 

Capacity (gallons) 

General Plant Description: Conventional 

Flexibility to Bypass Chemical Feed Capability List Chemicals Fed 

Y e s 1  Nom Y e s r  NOD 

- 
Yes, Nom Yes- NOD 

Pre-sedimentation Not Applicable 

Type 

Mechanical Mixer 

Number Volume Physical 
(gallons) Condition 

3 444,600 Good 

Is algae growth a problem? Y e s 0  N o m  
How often is the pre-sedimentation basin@) cleaned? 
Observations: 

Aeration Not Applicable 

Type I Capacity (gallons) 1 Reason for Aeration 

0 bservations : 

Rapid Mix Inspected 

List chemicals fed in order they are fed: PAC, soda ash, ferric, polymer, lirne, Cl2, cationic 

Is adequate mixing of chemicals taking place? Yes @ No 0 
Are there flow splits after the quick mix? Yes IXI No 

If so is the flow distribution even? Yes IXI No 
Observations: 

Poly- 

Flocculation Basins Inspected 

1 3  
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Y e s 1  No: 
Y e s 1  No- 

What is the size OK and appearance of the floc? OK 
How often are flocculation basins cleaned? Usually once per year, Sometimes every two years. 
Are the ff occulation speeds tapered (decreased) through the flocculation stages? 

Are there flow splits after flocculotion? Yes 0 No 

Observations: Number 1 floc basin and the softening basin have a small leak in the 
concrete near the ground surface. 

Yes No 

Is flow distribution even? Yes 0 No c] 

- 

Type 

upnow Clarififx 

What is the sedimentation turbidity goal? <1 NTU 
What is the overflow rate of the basins? 888 gaIs/day/sq€t 
If an Actiflo process, what is the rise rate? 
How often are the basins cleaned? Usually once per year. Sometimes every two years. 
How often is sludge removed from the basins? Continously. 

Is sludge removal mechanical? 
What is the sludge depth at the l ime of the inspection? 1 Ft. 

What is the settled water turbidity at the time of the inspection? 0.35 NTU 
Is there evidence of short-circuiting (Flow or density currents)? Yes No 
Is baffling present in the basins? Yes 0 No 

If multiple sedimentation basins, describe the piping from the basins to the filters: 
Is there evidence of floc carryover to the fdters? Yes 0 No 
Observations : 

Or manual? 

If yes, describe the baffling 

Number of Volume (gallons) % with tube sefflers Physical 
Trains/ Stages Condition 

31 2,875,000 
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Filters 
Number of Filters 8 

What is the filtered water turbidity goal? 

effluents? Yes No 0 
What Criteria are used for filter backwash? Running timeJlead loss, or rising turbidity. 

0.09 
Does this apply to the combined filter effluent? Yes No to individual filter 

What is the backwash rate in gallons per minute? 15.66/ Sqft 
Is filter backwash rate ramped up and down? Yes 5 No 0 
Is backwash flow rate measured? Yes 
Are mters ever bumped? Yes 0 No 
Is air scouring used? Yes 

No 0 
No c] 

Record the CFE turbidity at time of inspection 0.04 NTU 
Are individual filters monitored for turbidity? Yes No 

Is this turbidity continuously recorded? Yes N 00 
Is filter to waste (rewash) present? Yes No 

Is it used? Yes No 
Can turbidity be measured while filtering to waste? Yes No 0 

Are flows adjusted on remaining in-service filters during a backwash? Yes No 
Observations 

Residuals Handling 
What percent of plant production is used for in-plant processes (backwash, chemical feed, 
sanitary)? 1.2% or 1.1 MGD 
How are spent backwash water and other liquid residuals handled? Discharged to the 
settling ponds. 
If applicable, is the spent backwash holding tanWlagoon volume adequate? Yes No c] 

Does the plant discharge water from this tanMagoon back to a body of water? 
Yes No 
Does the plant have a KPDES discharge permit? Yes No 

Permit Number ICY0003 123 
Is the discharge meeting permit requirements? Yes No 

15 

LWC 0511 



Is spent backwash water recycled? Yes 0 No 
Is it recycled as PI “slugn? 0 Or as a constant flow? 
What % of the flow is recycled? 
Are chemical feed rates adjusted during recycle? Yes No 0 
Are raw water flows adjusted during recycle? Yes No 

Are all recordkeeping requirements of the Fiiter Backwash Rule being 
followed? Yes c] No 

How are solid residuals handled?Discharged to the settling lagoon. 
0 bservations: 

Powdered Activated Cax 

Chemical Feed Equipment 

Taste Od Metering Quick/Flas: 3 Good 

I I I I I I 

Polymer I 2Good. 
I I I 

Polymer I Coagulatil Meterind PreRop of1 2Good 

How are chemical feeders calibrated? Dry chemicals by pan check method.% feed rates are 
checked daily. Liquid feeders are spot checked weekly and full calibration twice per year. 

How often are chemical feeders calibrated? No S.O.P. Cailbrated as needed if the rate 
check is off by more than 10%. 
Are chemical dosages calculated? Yes 

conditions. Could be daily or several times per day. 

No 
How often are dosages calculated? Reviewed daily, changes based on raw water 
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Are chemicals NSF or United Laboratories approved? Yes 
Do the bulk liquid feed systems have day tanks? Yes No 
Are at least two feeders provided for essentialprocesses (such as caagulation, disinfection)? 
Yes N o 0  

No c] 
Is there enough storage for at least 30 days supply of chemicals used? Yes c] No 
Are there containment areas around the chemicals in case of spills or leaks? Yes No 
Are in-plant water supplies protected from back-flow? (Cross connections): Yes E Nom 

No [7 

Are spare parts available? Yes 

Does a certified tester test backflow prevention devices? Yes 
What is the testing frequency? Usually yearly. 

No[7 
Last Tested 2003 

Observations: There is a day tank for Fluoride. 

Volume (gallons) 

6.000.000 

Disinfection 

Baffling Type Disinfectant Residual 
Total Free 
2.9 

I I Application I Redundancy 1 FeederType I 

What is the means used to measure disinfectant chemical usage? Scales 
How is the disinfectant residual monitored? In line monitoring lab, and portable C12 
meter. 
Is there 830. on-line, recording chlorine analyzer on the plant tap? Yes 
Observations: 

No 

Clearwells 

Are hatches secured? Yes No [7 
Are vents screened? Yes 
How often are clear wells cLaned? Has not been cleaned in 13 years. 
Observations : 

No 
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Water Plant Pumps 

Type 

(Low sewicehaw water, high servicdfdhed water and backwash) 

Flow Manufacturer Last 
Stream Calibration 

Observations: The f d h e d  water pump is actually a mixed flow turbine. 

Turbidity 
Turbidity 
Turbidity 
Chlorine 

Water Plant On-line Instrumentation 

(Location) Date 
Individual Fi Hach 1720 D 10/21 /os 
Combined I? Hach 1720 C 4/1/05 
Raw Water Hach 556 9/3/04 
Individual Fi Capitol 11/22/05 

Controls 
Chlorine 

pH 
uH 

Tap GLI 8/3 0105 
Tap GLI 8/30/05 

Settled Wata GLI 8/30/05 

pH 
Turbidity 
Turbiditv 

I Raw Water I GLI I 8/30/05 

Settled Wate HACH 172OC 3/24/05 
Tau I HACH 1720C 311 6/05 

I Turbiditv I I I I 
Turbidity 

0 bservations : 
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Laboratow (P lant) 

4 timed 

Chlorine 4 timed 
dav 

Turbidity 4 timed 

Flouride Once per 

t 

Equipment Used Calibration Method 
Electricrode & Buffers 

Titration Known standards . GEL Standards HACH bench 
unit 
Colorimeter Standards 

Is space adequate? Yes0  No 0 
is lighting adequate? Yes 
Are analyses conducted according to Standard Methods? Yes No 0 
0bservations:All other parameters are being analyzed at the Crescent Hill plants lab. See 
the Crescent Hill sanitary survey for the complete list. 

No 0 

In-Plant Sampling 
(for example. top and bottom of filters) 

Observations: 
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Distribution Storage Facilities hpected 

Yes 0 N o 0  Yes [ZJ N o 0  

N o 0  Yes N o 0  

Yes c] N o 0  Yes N o 0  

Yes 0 N o 0  Yes c] Noc] 

Yes Nom Yes N o u  

Yes c] N o 0  Yes N o 0  

Y e s o  No 

Y e s 0  No 

Y e s 0  No 

Y e s 0  No 

Y e s o  No 

Y e s u  No 

0 

0 

0 

--- 
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Distribution Booster Pumps and or Booster Disinfection Facilities hpected 
~ 

Location Pump = P Number d& Capacity of Disinfection Auxiliary 
Disinfection = P-PS (wpm) Type Power 
D 

Does a certified distribution operator oversee,distribution activities? Yes@ No 
Bow many pressure zones are there? 

What is the range of distribution pressures? 
Do any distribution areas require reduced pressure valves? 

What piping materials are included in the distribution system (in general)? 
Is there a formal flushing schedule? Y e s o  NOD Written Procedure? Y e s o  NOD 
Describe the process for sterilizing new mains/main breaks: 
Are there maintenance schedules and procedures? Yes No 
What types of on-line instrumentation are located at booster or pump stations and tanks? 

Is there corrosion protection in the tanks? Yesn No 
How often are tanks inspected? 
Is there a valve exercise/replacement program? Yesc] No c] 
Is water loss tracked? Yes 01 No 0 
Is there a water meter replacement program? Y e s 0  N O D  
Does the utility have distribution maps? Y e s n  N o 0  
Are there main brealdemergency notification procedures? Y e s 0  No 
Does the system have a cross-connection prevention program? Y e s o  Nom 

Has a calibrated hydraulic model been developed for the system? Yesc] N a n  
0bservations:SEE Crescent Icill plant A sanitary survey. 

Cleaned? 

If so what is the percentage of water lost? 

Does a certified tester test the baeknow prevention devices on a regular basis? 
Y e s o   NO^ 

Distribution Sampling 

Site I C1. Free: Total: pH: Turbidity: Other: 
Site I C1. Free: Total: pH: Turbidity: OthK 
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Site 
Site 
Site 
Site 
Site 
Site 
Site 

’ /  Gas Chlorine Safetv: 

C1. Free: Total: pH Turbidity: Other 
C1. Free: Total: pH: Turbidity: Other: 
C1. Free: Total: p H  Turbidity: Other: 

C1. Free: Total: pH Turbidity: Other: 
C1. Free: Total: pH Turbidity: Other: 

C1. Free: Total: p H  Turbidity: OtillX 

C1. Free: Total: pH: Turbidity: Other: 

Is the chlorine room enclosed and separate from other operating areas? Yes 
Is there a working exhaust fan in the chlorine room? Yes No 

No 

Does it provide one complete air change per minute? Yes [7 No 
Does it exhaust from floor level? Yes No 

Is intake air near the ceiling? Yes 0 No 
Are switches located outside the chlorine room? Yes 
Are chlorine tanks secured? Yes 
Are the scales operational? Yes 
Is automatic switchover of chlorine cylinders provided? Yes @ No 
Is there a shatterproof viewing window in chlorine room? Yes No 
Is there a crash bar on the door of the chlorine room? Yes No 0 

Does it open out and to the exterior of the building? Yes No [7 
Is there a SCBA unit meeting NIOSH standards out side the chlorine room? Yes 

Are personnel trained to use the SCBA? Yes 
Is the “buddy system” practiced when changing or moving chlorine cylinders? 
Y e s B N o n  
Is leak detection provided? Yes No 

If so is there an external audible and visual alarm? Yes 
Is there a chlorine tank repair kit? Yes No c] 

Are personnel trained and certified to use the kits? Yes 
Is ammonia available for chlorine leak detection? Yes 
Is a lockout tag-out system used for electrical repairs? Yes No 
0bservations:The Cl2 Intake is at floor level and it goes to a scrubber that is located 
outside the building. 

Chlorine Dioxide Safetv: Not Applicable 

N o m  
N o m  

No 0 

No 
No 

No 

No c] 
No 17 

Is sodium chlorite stored in a separate room? Yes 0 No 
Is it stored away from organic material? Yes No 
Many materials will catch fire and bum violently when ih contact with chlorite. 
Observations: 

Ammonia Safe@: Inspected 
Is the ammonia room enclosed and separate from other operating areas? Yes 
Is there a working exhaust fan in the ammonia room? Yes 0 No 

No 

Does it provide one complete air change per minute? Yes 0 No 
Does it exhaust from ceiling level? Yes No 
Is intake air near the floor? Yes No 
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Are switches located outside the ammonia room? Yes N o m  
Are ammonia  tanks secured? Yes 
Is there a shatterproof viewing window in ammonia room? Yes 
Is there a crash bar on the door of the ammonia room? Yes 

Is there a SCBA unit meeting NOSH standards out side the ammonia room? Yes 

Is leak detection provided? Yes No 

How are ammonia leaks detected? Automatic detectors on the tank and with sulk sticks. 
Is a lockout tag-out system used for electrical repairs? Yes 
0bservations:The ammonia room is only for s m a l l  150-pound cylinders that may be used 
as a back up during emergencies or during repairs to the main tank. The main ammonia 
tank is outside of any building and holds 2000 gals. 

N o m  
No 

No 
Does it open out and to the exterior of the building? Yes 0 No 

Art personnel trained to use the SCBA? Yes No 

If so is there an external audible and visual alarm? Yes 

No 

No 

No 0 

Maintenance: 

Is plant housekeeping adequate? Yes 
Is distribution storage housekeeping adequate? Yes 
Are adequate supplies of spare parts kept on hand? Yes No 
Are needed tools available? Yes 
What is the general condition of operating equipment? Good 
Is there a written preventive maintenance program? Yes No 

If noh is preventive maintenance performed? Yes 0 No 
Observations: 

No I7 
No 

No 0 

Comments: 

Compliance Status - No violations observed 

I VI. DischargelEmission Compliance 1 
Comments : 

Compliice Status - Not Inspected 

1 VII. Monitoringlhalyses Evaluation I 
Comments: 

Compliaslce Status - Not Inspected 
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I VIII. Environmental /Health Impact I 

Overall Compliance Status 

- No Violations Observed, but impending violation trends observed - Advisory Action Taken - Out of Compliance. Non-recurrent deficiency noted - Verbal notice given or violation corrected at time of insp. 
Out of Compliance. Non-recurrent administrative or 0 & M deficiency noted - Waming Notice issued 
0 Out of Compliance - NOV issued 

. No Violations Observed 
- 

Work Site Hazard Assessment : ATTACHED REVIEWED 

Comments: 

Compliance Status -Not Inspected 

I IX. Documentation 

Samples taken by DEP 
Samples taken by outside source 

Photographs obtained by DEP 
0 Copies of records obtained by DEP 
0 Other documentation 

Instrument readings taken by DEP regional office 

I Inspector: Brad Trivette I Title: Environmental Inspector IlI I Date: 12/5/05 I 
CompliancelI'AO: Eric Sutton 
Title: Environmental Technologist III 
Date: 

I Deliverv Method: E-mail I Cert. Mail #: 

LWC 0520 



Administrative Contact Mailing List 
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Location Volume Tank Overflow Fenced Lacked Telemetry 
TYPe ScreenlFlamer 1 > I O  ft from tank 

Bardstown-8612 Old Bardstown Rd 

Last Cleaned 

Billtown- 6105 Billtown Rd 
Blankenbaker- 2702 Eletron Dr 
Brooks Hill-409 Old Brooks Hill Rd 
Cedar Groove230 Ohm DR 
Cardinal Hill Reservoir- 7907 Cardinal Hill Rd. 
Crestwood-6428 East Highway 146 
English Station Tank-207 N English Station RD 
English Station Stand Pipe 207 """ 
Finley Hill--8100 Glimmer Way 
Gap in Knob--1970 HYWY 146 
Jefferson Forest 12304 Holsclaw Hill RD 

" I, 

Kenwood Hill Res-5209 RollingwoodTrace 
Kosmodale--7206 Shipley Lane 
Reamers Road- 13401 Holsclaw Hill Rd 
Long Run--1501 Flat Rock Rd 
Mitchel Hill-Rav Hill Rd 
North Nelson 
Oak Hill--1513 Dawn Dr 
ParkRidge-1913 Grand Ridge Rd , 

Peaceful Valley--285 West Peaceful Court 
Phelps Knob--2025 HYWY 2673 
Prospect-- 13595 Hunters Ridge DR 
Smyrna Reservoir--7801 Smyrna Rd 
Standard- Behind 2707 Colonel DR(golf course 
Wesport Rd-- 4828 Wesport Rd 
Windsor Forest-8218 Lakeridne Dr. 
Zoneton- 160 Columbia Lane 

Distribution Storage Facilities 



BOOSTER PUMP SPECIFICATIONS 

1. CITY SYSTEM TO ELEVATED SERVICE AREA 
Hikes Point # I  ,2,3 

Smyrna #3,5,6 

Westport # I  ,2 

#4 

#3,4,5,6,7 
fc8 

2. ELEVATED SERVICE BOOSTER PUMPAGE 
Aiken Road # 1,2,3 

B lankenbaker 
Crossing # I  ,2 

Curry Crossings # I  ,2 

Frey's Hill #12,3,4 

(Hydropneumatic) 

Gelliaus Lane #1,2,3,4 

Hwy 22 R I ,2,3 
#4 (spare) 

dhelbyville Road #1,2 

Billtown / Shady Acres #I ,2,3 

3. CITY SYSTEM BOOSTER PUMPAGE 
Big Valley 
(Hydro pneumatic) 
Blevins Gap 
(Hydro pneu inat ic) 
Brooks 1 - M  

Brooks Hill I1 

Cabin Creek 
(Nydropneurnat ic) 

Finley Hill 

Cedar Grove 

Kenwood Hill 

I<enwood Hill 11 
(I-Iydropneumatic) 

Lonesome Hallow 

Martin Hill 

#1,2 

$ 1  

#I ,?  

# I  ,2 

#l,2 

#1,2 

# I  ,2,3 

# I  ,2,3 

# I  ,2 

# I  
#2,3 

# I ,  2, 3 

2.5 MGD @ 225' TDH 

4.7 MGD @ 220' TDH 
2 MGD @ 220' TDH 

5 MGD @ 108' TDH (770 PP) 
9 MGD @ 220' TDH (860 PP) 
5 MGD @ 720' TDH (860 PP) 

I MGD @ 100' 

1.L5 MGD @ 100 

0.12 MGD @ 1%' 

2 MGD @ 125' 

0.42 MGD @ 73' 

1 MGD@ 152' 

0.86 MGD @ 68' 

I MGD @ 140' 

0.06 MGD @ 224' 

0.07 MGD @? 100' 

0.73 MGD @ I G O '  

0.36 MGD @ 3 3 0  

0.04 MGD @ 245' 

0.30 MGD @ 170 

700 GPM @ 127' 

0.40 MGD @? 120' 

0.05 MGD @ 140' 

0.02 MGD @ 125' 
0.06 MGD (@ 130' 

0.43 MGD @ 31 1' 

125 HP 

300 HP 
150 HP 

150 HP 
500 HP 
300 HP 

30 HP 

30 HP 

5 HP 

125 HP 

7.5 HP 

40 HP 

15 HP 

40 HP 

5 HP 

3 HP 

40 HP 

30 HP 

3 FIP 

15 HP 

40 HP 

15 N P  

3 HP 

?4 HP 
3 I-IP 

40 HP 
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Mitchell Hill #1,2 

Oak Hill #1'2 
(Hydropneurnatic) 

Parkridge # I  
#2,3 

0.07 M G D  @ 100' . 

0.72 MGD @ 200' 

0.07 MGD @ 150 
0.29 MGD @ 150' 

PRP #1,2,3 1 .Z MGD @ 140' 

Stoneridge Landing # I  '2 
(Hydropneuinaric) 

0.07 MGD @ 85' 

Sugartree # I  ,2,3 0.60 MGD @ 184' 

Zoneton H1.2 0.19 MGD @ 180  

@003/003 

3 HP 

40 HP 

5 HP 
15 HP 

50 HP 

3 HP 

30 HP 

10 HP 

4. HYDROPNEUMATIC SYSTEM BOOSTER PUMPAGE 
Big Valley # 1  & 2 60,480 GPD @ 224' 5 NP (ea.) 

*Blwins Gap #1& 2 72,000 GPD @ 100' 3 Hp (ea.) 

**Cabin Creek # I  Q 2 41,760 GPD @ 245' 3 HP (ea.) 

*Cuny Crossings # I  & 2 122,400 GPD @ 135' 5 HP (ea.) 

*Forest Hill Road $1 &2 72,000 GPD @75' I .S I-TP (ea) 

Kenwood Hill TI # I  ,2 50,000 GPD @ 140' 3 HP (ea.) 

*Mitchell Hill  # I  g? 2 72,000 GPD @ 100' 3 HP (ea.) 

** Oak Point Estates # I  8r 2 60 GPM @ 100' 1.5 HP (ea) 

*Oakwood Drive # I  & 2 72,000 GPD @ 165' 5 HP (ea) 

* These hydro stations each contain 2 bladder type hydropneumatic tanks. Air compressor systems are not used 
with these types of tanks, so no adjustments are necessay by Operators. Recommend that air pressure in tanks 
be checked annually by niaintenance rneclianics. Air pressure in tank slrould qual  lead pump's "cut-in" 
pressure. 

** Tlie hydropneumatic tank vault for this station is located up the hill from the pump vault. 

5. BULLITT COUNTY ELEVATED BOOSTER PUMPAGE 

Peaceful Valley f# 1,2,& 3 400 GPM @ 172' 30 MP (ea) 
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Date of Issue: November 30,2005 

Kentucky Division of Water c/o Mr. Brad Trivette 
9 1 1 G Leesgate Rd. 
Louisville, KY 40222-5054 

RE: Analysis results for: Shawnee Br, Southwesterii. 

BECIWAR CERTIFICATE OF ANALYSIS # 160621 
Sample Date: 11/29/2005 
Sample Time: I 1 : 19 
Saiiipled by: MI-. Brad Trivette 
Sample Source: Municipal 

Parameter Results Units Type Method Atla I yzed 
Date / Time 

Page 1 o f 5  

i 
...a 

-. .- 
.._a .. 
"1.7 
f 3 

Analyst 

Total Coliform c I col/lOOinl G SM9223uu 11/29/2005 15:OO PDB 

Interpretation: 
The above water sunzple DOES meet cw~-ent microDiologica1 starrdcmi.s qf ' 

the EPA arid the Ky. Divisioii of Watei; in fhat regard, is considered SAFE 
for ht i inan  coristunption. 

Remarks: 

If you have any questions please call. 

Thank you, 
. .  
i 

.i, . ,..? . ....... <;. 
, .. 

. .  

. ,,: 

Joe P. Carney 
Quality Control Officer 

JPC:dwt 
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Date of Issue: November 30,2005 

Kentucky Division of Water c/o Mi-. Br-ad Trivette 
9 1 1 6 Leesgate Rd. 
Louisville, KY 40222-5084 

RE: Analysis results for: Oakland Hills Dr.. 

JGwhicI~v Stnfe Ln horwto lyv Cert$catinn Nri N rber: 00044 

BECIWAR CERTIFICATE OF ANALYSIS # 160622 
Sample Date: 11/29/2005 
Sample Time: 13:OO 
Sampled by: Mr. Brad Trivette 
Sample Source: Municipal 

Parameter Results Units Type Method Analyzed 
Date / Time 

Page 2 of 5 

i 
..,* 

Alia lys t 

Total Colifom c Z col/lOOiii1 G SM9223uv I I /29/2005 I5:OO PDB 

Int eipreta t ion: 
The above ttlnter* sample DOES imet ci[rreiil niicrobiologiccil stciiidcrrds o/' 

the EPA and the KJJ. Divisioii of' Waler, til Iliaf regard, is coilsidered SAFE 
jor huriinri consumption. . .  

, . ' ,  
, .  . 

,. . . . . . .  . . .  . 
,. ,.. , . . 
: .  : . .  : . 

Remarks: 

If you have any questions please call. 

Thank you, 

Joe P. Carney 
Quality Control Officer 

JPC :d w t 
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FAX 502 428 7125 DEP Louisville RO 

Date of Issue: November 30,2005 

Kentucky Division of Water c/o Mi-. Brad Trivette 
9 I 1 G Leesgate Rd. 
Louisville, KY 40222-5084 

RE: Analysis results for: Biiisli Run Rd. & Routt Rd.. 

jxertttrg A& 

BECKMAR CERTIFICATE OF ANALYSIS # 160623 
Saiiiple Date: 11/29/2005 
Sample Time: 13:30 
Sampled by: MI-. Brad Trivette 
Sample Source: Municipal 

Parmeter Results Units Type Method Aria 1 y zed 
Date / Time 

@I O04/011 

Page 3 of5  

Analyst 

Total Coliform I col/l OOnil G SM9223~1v 1 1 /29/2005 15:OO PDB 

Interpretation: 
The ctbove water sciinpke DOES meet cui-relrt iiiicr-obir,l~~~vicaI stuidwc1.s o j  

the EPA crnd the Ky. Divisiorz of Water, in flint regird, is coiuiciei-ed SAFE 
. jbr hutt1c112 collsul?tl;ltion. 

Remarks: 

If yon have any questions please call. 

Thank you, 

, , z C. I ,. 

Joe P. Carney 
Quality Control Officer 

JP C :dwt 
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Date of Issue: November 30,2005 Page 4 o f 5  

Kentucky Division of Water c/o Mr. Brad Trivette 
9 1 16 Leesgate Rd. 
Louisville, KY 40222-5084 

RE: Analysis results for: Shelbyville Road - 1 mile from Shelby Line.. 

Kerrtrrclcy Stcite [,ahor wtrt0i:v Cer-t[ficrrfioir Nrrniber: 00044 

BECKMAR CERTIFICATE OF ANALYSIS # 160624 
Saiiiple Date: 11/29/2005 
Saiiiple Time: 14: 10 
Sampled by: MI-. Brad Trivette 
SaiiipIe Source: Municipal 

Parameter Results Uiiiis Type Method Analyzed 
Date / Time 

I .. ... 
-.. ,.=- 
- ..^ .. 

Total Coliform c 1 col/lOOml G SM9223uv I 1/29/2005 I5:OO PDB 

I f  you have any qiicstions please call. 

Thank you, 
*.. ,. 

, .  

. .. 
. ;..c . ,. ,t : I,... 

.: .. ..' 

Joe P. Canicy 
Quality Control Officer 

JPC:dwt 
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FAX 502 429 7125 DEP Louisville RO 

Date of Issue: November 30,2005 

Kentucky Division of Water c/o MI-. Brad Trivette 

Louisville, KY 40222-5084 

RE: Analysis results for: Plenmar Drive. 

/(c?iftrrckv sfate J-[ihorotol:)I7 7 Cerfificntiom Numher: 00044 

B E C I W R  CERTIFICATE OF ANALYSIS # 160617 
Saiiiple Date: 11/28/2005 
Sainple Time: 1 3 2 0  
Saiiipled by: Mr. Brad Trivette 
Sample Source: Municipal 

9 1 16 Leesgate Rd. . .. 

Pararneter Results Units Type Method Atialyzcd 
Date / Tiiiic 

@I 006/011 

Page 1 of5 

c.3 . .. .. . . .. f. ..!' i 
.... . . . .  . . .  
._ - , 

1 
.d 

.'. , ..' 
_..... --_ .. 
<*. 1 - -  - 

Analyst 

TotaI Colifomi c I col/lOOml G SM9~~311v I 1/28/2005 1730 PDB 

In t crpre ta t ion : 

Rcmarks: 

I f  you have any questions please call. 

Tliank you, 

., 2> . .. <,. 

Joe P. Carney 
Quality Control Officer 

JPC :d wt 
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Date of Issue: November 30,2005 

Kenhicky Division of Water c/o Mr. Brad Trivette 
9 I 1 G Leesgate Rd. 
LouisvilIe, KY 40222-5054 

RE: Analysis results for: Dixie Highway at Colonial Estates. 

BECKMAR CERTIFICATE OF ANALYSIS # 160618 
Sample Date: 11/28/2005 
Saniple Time: t4:00 
Sampled by: Mt. Brad Trivette 
Sample Source: Muiiicipal 

Parameter Results Units Type Method Aria 1 p e d  
Date / Time 

Page 2 of 5 

v , . :. . .  
. . .  ..... 
. .  
. .  
,..I . . . .  

--. 

Aiialy s t 

Total Coliform < I col/i OOinl G SM9223uv 1 I /28/2005 I7:30 PDB 

Ititeipretation: 
Tlie above water saniplc DOES weel ct1rrent microbiological stcrndcirds uf' 

the EPA nitd tke KJZ Divisiort of Water, in tliat regui-d, is coiisidered SAFE 
for Jwi~ran co~zsunzption. 

Remarks: 

If you have any questious please call. 

Thank you, 
I .  

./ .1 , . I. 

Joe P. Carney 
Quality ControI Officer 

JPC:dwt 
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FAX 502 429 7125 DEP Louisville RO moo8/oll 

Date ofIssuk: Noveinber 30, 2005 Page 3 of 5 
v-.> 
z . .  : 

<..:, 
. .  , .  Kentucky Divisioii of Water c/o Mr. Brad Trivette 

9 116 Leesgate Rd. 
Louisville, KY 40222-5054 

RE: Analysis results for: Cane Riin Rd. & Clarinet DI-.. 

. . :  
. .  . . .  ;. , 
1 ..-. 

-i..;. 

-.." 
Keritirckii Stn fe Lnborwfnrv Certificrrtiorr Nrrrrrber: 00044 .. 

i !*. 

.A 
.... _.-. :. 

BECKMAR CERTIFICATE OF ANALYSIS # 160619 
Sample Date: 11/28/2005 
Sainple Time: 14:35 
Saiirpled by: Mr. Bi-ad Trivette 
Saiiiple Source: Municipal 

Paraiiieter Results Units Type Method Analyzed Analyst 
Date / Time 

Total Colifomi c I col/lOOml G SM9723uv 11/28/3005 17:30 PDB 

Interpretation: 
The above water sample DOES liteet current rizicrobioiogicccl s&nrrcimrfs of 

the EPA niid tlze Kjr. Division of' Water, i i i  that regcud, is coiisic/ered SAFE 
.for lzuinaii constwlptiorz. 

Reniarks: 

If yoti have any qiiestions please call. 

Thank you, 

...  ..: ..... \~.,<. 

.; 

Joe P. Carney 
Quality CoiitI-oI Officer 
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12/15/2005 'l'tlU 14: 4 Y  

Date of Issue: November 30,2005 Page 4 of 5 

Kentucky Division of Water c/o MI-. Brad Trivettc 
9 1 16 Leesgate Rd. 
Louisville, KY 40222-5084 

RE: Analysis results for: Barbizone Court. 

ken tuck^) Stntc Lnhavntnqv Certr_ ' ficrrtinn Nrriii her: 00044 

BECKMAR CERTIFICATE OF ANALYSIS ## 160620 
Sample Date: 11/28/2005 
Sample Time: 13:30 . .  

Sampled by: Mr. Brad Trivettc 

r.. : .. ' , .. ' I ;i 

. -  
. . :  .. ~ 

. .... 
1 

..__. 

, .. . 

.._._.. .. 
,.- 
'. ..' 1 

.. ... .- 

Sa iii p 1 e S o LI rce : Mu ni c ip a1 

Parameter Results Units Type Method Analyzed Analyst 
Date / Time 

Total Coliform c I col/lOOml G SM9223uv 11/28/3003 l7:30 PDB 

Interpretatioii: 
Tlie ubove water smiiple DOES meet crtrrent tuicroBiologicu1 .standcird.s qf  

the EPA arid the KJI. Divisioii of' Water, iii that regurci, is considerecl SAFE 
for- litititan constmpytion. 

Reiiiarks: 

IF you have any questions please call. 

Thank you, 

.I.. . ,.? , ,. .?.... . .  . 

I' 

Joe P. Cariiey 
QuaIity Control Officer 

PC:dwt 
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CHAIN OF CUSTODY Beckmar Environmental Laboratory 
325 1 Ruckriegel Parkway 

Louisville, KY 40299 
(502) 266-6533 

Fax: (502) 266-6446 
www.beckmarlab.com 

http://www.beckmarlab.com


Beckmar 325 1 Environmental Ruckriegel Parkway Laboratory CHAIN OF CUSTODY 
5’ -5- Louisville, KY 40299 

Fax: (502) 266-6446 
(502) 266-6533 PAGE OF- 

ww w.beckmar1ab.com 

Client / Campany Name: ,k;I. /3 ..p t, ,E &A7-c~ E 
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,HENRY C. LIST 
SECRETARY 

PAUL E. PATTON 
GOVERNOR 

COMMONWEALTH OF KENTUCKY 
NATUWL RESOURCES AND ENVIRONMENTAL PROTECTION CABINET 

DEPARTMENT FOR ENVIRONMENTAL PROTECTION 
FRANKFORT OFFICE PARK 

14 REILLY RD 
FRANKFORT KY 40601 

January 27,2003 
RECEIVED JAN 3 12003 

Mr. Gregory Heikmau, P.E. 
Louisville Water Company 
550 South Third Street 

. Louisville,KY 40202 

RE. Water Storage Tanks Overflows 

Dear Mr. Heitzman: 

The Drinking Water Branch received the pictures of the water storage tanks cited in our October 21,2002, 
cover letter regding the overflows being less than ten (10) feet fiom the base of the tanks. You are correct in your 
correspondence of January 9, 2002, that this requirmtent is not in ‘Ten States Standards”. The intent of our 
stipulation is to direct the overflow of water away from the base of the tanks to prevent erosion. However, it has 
been a stipulation in approval letters for decades and is regarded as ‘8est professional judgement”. 

The Oak Hill Standpipe clearly meets this stipulation. However, be sure that the discharge point of the pipe 
is 12 to 24 inches above the ground surface and that it is properly screened. 

The Westport Road elevated storage tank does not meet the criteria to direct the overflow away ftom the 
base of the tank and erosion is clearly visible. At a minimum, install a large splash plate and enough rock to direct 
the flow away fhm all mpport columns for the tank. 

The o v d o w  pipe at the Brooks Hill Standpipe is acceptable but the splash plate of rocks is insufficient 
and the overflow is not directed far enough away from the tank to prevent erosion. At a minimum, install a large 
splash plate and enough rock to direct the flow away from the base of the tank 

The overflow pipe Et the Jaerson Memorial elevated tank is acceptable but the splash plate is insufficient 
to prevent erosion, which is visible. Install a larger splash plate that extends towards the base of the tank and 
overflow pipe. The rock leading away from the tank appears to be sufficient to direct the flow of water away fiom 
the tank supports. 

If you have any hrther questions or need assistance, please contact me at 502.564.3410 x 555. 

Sincerely, 

Vicki L. Ray, Manager 
Drinking Water Branch 
Division of Water 

C: Louisville FieId Office 
DWB Files 

Printed on Recycled Paper @ An Equal Opportunity Employer M/F/D 
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LOUISVILLE WATER COMPANY 
5 5 0  S O U T H  T H I R D  S T R E E T  L O U I S V I L L E ,  K E N T U C K Y  4 0 2 0 2  

T E L  502-569-3600 F A X  5 0 2 - ! 5 6 9 - 0 8  15 January 16,2003 

Ms. Vicki L. Ray 
Manager, Drinking Water Branch 
Kentucky Division of Water 
Frankfort Office Park 
14 Reilly Rd 
Frankfort, KY 40601 

Re: PWS ID 0560258 
2002 Sanitary Survey 

Dear Ms. Ray: 

Thank you for your letter of October 21 2002. We appreciate the professional support fiom your staff in conducting 
the 2002 survey. I want to provide the following response to your survey findings: 

I. Storage Tank Overflow Screens - The English Station, Finley Hill, Kosmosdale, Mitchell, and Standard 
storage tanks do not have screens 011 the overflow piping. Each of these overflows will be modified with 
screens and will be mtalled by May I, 2003. 

Storage Talk Drain Extensions - The Brooks HilI, JeffersonForest, and Westport storage taidcs do not 
currently luve a drain that extends 10 feet beyond the base of the tank. These sites will be modified and 
drains extended along with installation of either rip rap or concrete spill way. In order to assure we meet the 
expectation of the Division of Water, we request a reference to a design standard to assure conipliance. The 
Oak Hdl Tank has an existing drain extension beyond 10 feet fiom the base of the talrk; therefore we will 
improve the drain area with rip rap or concrete spillway. These modifications will be complete by 
September 1,2003. 

3. Feed P u m  Calibration SOPs - Staff ciurentIy uses the nmufacturer's manuals for calibration. As a result, 
tlie procedures are not consistent, therefore we will develop SOPs using a standard format, which includes 
all feed pump manufacturers in use and references the manufacturer manuals. The SOPs will be completed 
by July 1, 2003. 

BE Payne Plant Turbidimeter Calibration - "lie calibration for the turbidimeters at the BE Payne Plant are 
performed routinely by laboratory staff at the Crescent Hill Plant to assure quality control. The fommzin 
standard used for calibration at BE Payne is no longer in use, and therefore tlie standard and SOP will be 
removed from the BE Payne Plant. A written turbidimeter calibration SOP will be developed for both 
plants, referencing manufacturers instructions, and be avaiIable by July 1,2003. 

' 

0 -  ,' : I " ? < >  1c - c  __ 
2. 

4. 

I appreciate the oppaitunity to work with your staff on the Sanitary Survey. We will proceed to correct these issues 
as outlined above. If there are any concerns regarding my response or timetable, please let me know. I can be 
reached at 502-569-368 I or ~~i~i tzmaui(~~lwckv.com. 

and Chief Engineer 

Cc: Jack Wang, LWC 

An Equal Opportunity Employer 
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COMMONWEALTH OF KENTUCKY 

NATURAL RESOURCES AND 
ENVIRONMENTAL PROTECTION CABINET 

DEPARTMENT FOR ENVIRONMENTAL PROTECTION 
FRANKFORT OFFICE PARK 

14 REILLY RD 
FRANKFORT KY 40601 

LOUISVILLE WATER COMPANY 
ATI”: GRECORY HEITZMAN, P.E. 
550 SOUTH THIRD STRFET 
LOUISVILLE KY 40202 



Memorandtcm 
LOUISVILLE WATER COMPANY 

TO: Project File 

FROM: James M o m  

DATE: January 17,2003 

RE: 03-802 Corrective Action on Tank Overflow Piping 

PROJECT DESCRIPTION 

In June of 2002, the Division of Water personnel conducted a Sanitary Survey reviewing the Louisville 
Water Company fkilities. A Sanitary Survey report dated October 21, 2002 was issued by the 
Division of Water to the Louisville Water Company and it identified deficiencies at a few water storage 
Eicilities that require corrective action. 

0 Screens are required to be installed on the tanks overflow outlet piping at the following 
location; English Station, Finley Hill, Kosmodale, Mitchell Hill, Oak, and Standard. 
Overflow outlet which is less than 10 feet fkom the base of the tank needs to be extended 10 
feet beyond the base of the tank at the following location; Brooks Hill, Jefferson Forest, Oak 
Hill, and Westport Road. 

SCOPE OF WORK 

0 Screens will be installed on the overflow piping at the above listed site. The work will be 
performed by in house personnel. 

0 The discharge point of the overfIow piping wiU be reconfigured to discharge at a location 
greater than 10 feet beyond the tank base. Catch basins will be installed at the overfIow 
piping discharge outlet and rip rap will be placed for erosion control. Bid contract will be 
prepared for this scope of work. 

PROPOSED SCHEDULE 

Final design of the plan to reconfigure the overflow outlets is underway. Construction to r e c o m e  
the overflow outlets will be implemented and be completed by September 1, 2003. The project is 
scheduled to bid in April 2003. Work is expected to commence following approval by the Bid & 
Award Committee. 

LWC 0538 



Oak Hill Water Storage Standpipe 

The overflow pipe (blue color) is attached to the side of the standpipe. The overflow pipe than 
is buried underneath the roadway and discharge at a point above the ground level, of to the 
hillside. 

Westsort Road Elevated Water Storage Tank 

Overflow pipe outlet located at the tank column and the outlet pipe is more than one foot above 
the ground surface. 
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Brooks Hill Water Storage Standpine 

The overflow pipe is attached to the side of the standpipe and the overflow pipe outIet is more 
than one foot above the ground surface. 

Jefferson Memorial Elevated Water Storape Tank 

The overflow pipe is attached to one of the elevated tank support column. The overflow pipe 
outlet is more than one foot above the ground surface. 
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Tank Overflow Corrective Action 

Oak Hill Tank 
install catch basin 
place rip rap for erosion control 

Brooks Hill Standpipe 
Install &inch piping 
install catch hasin 
place rip rap for erosion control 

Jefferson Memorial Tank 
Install 8-inch piping 
install catch basin 
place rip rap for erosion control 

Westport Road Tank 
Install 24-inch pipe 
install catch basin 
place rip rap for erosion control 

Engineering & Supervision 

Drainage Easement 

Contingency 
Total Cost 

Lenqth JJnJt Unit Rate 

1 Ea. $ 2,000 $ 2,000 
56' C.Y. $ 40 $ 2,222 

20 L.F. $ 30 $ 600 
I Ea. $ 2,000 $ 2,000 
56 C.Y. $ 40 !$ 2,222 

20 L.F. $ 30 $ 600 
1 Ea. !$ 2,000 $ 2,000 

33 C.Y. $ 40 E 1,333 

40 L.F. $ 50 $ 2,000 
1 Ea. $ 2,000 S 2,000 

111 C.Y. $ 40 $ 4,444 
Sub-Total $ 21,422 

LS $ 7,000 $ 7,000 1 

1 LS $ io,aoo !s 10,ooo 

20% $ 7,684 
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JAMES E. 6lCKFORD 
SECRETARY 

PAUL E. PATTON 
GOVERNOR 

COMMONWEALTH OF KENTUCKY 
NATURAL RESOURCES AND ENVIRONMENTAL PROTECTION CABINET 

DEPARTMENT FOR ENVIRONMENTAL PROTECTION 
FRANKFORT OFFICE PARK 

14 REILLY RD 
FRANKFORT KY 40601 

October 21 , 2002 

Greg Heitzman 
Louisville Water Company 
7400 Upper River Road 
Louisville KY 40206 

RE: PWSID: 0560258 
Sanitary Survey 

Dear Mr. Heitzman: 

Division of Water personnel conducted a Sanitary Survey beginning on June 25, 2002. 
The purpose of this survey was to comply with the requirements of the Interim Enhanced Surface 
Water Treatment Rule, which became effective January 1,2002. During this inspection no 
significant deficiencies were noted. However, the following deficiencies were noted and should 
be addressed in a timely manner: 

1. 

2. 

3. 

4. 

The following storage tanks need screens on the overflows: English Station, 
Finley Hill, Kosmodale, Mitchell Hill, Oak Hill and Standard. 
The following tanks had overflows less than 10 feet from the base of the tank: 
Brooks Hill, Jefferson Forest, Oak Hill and Westport Road. These overflows 
need to be extended to greater than 10 feet h m  the base of the tank. 
It is recommended that written Standard Operating Procedures (SOPS) be 
developed for the calibration of the feeder pumps. 
B.E. Payne Plant E: During the inspection it was noted that the formazin 
standard used for calibration of the tubidimeters was old and no fi-esh 
formazin could be located. The turbidity meters should be calibrated routinely 
according to nzanufacturers’ instructions. Fresh formazin standards should be 
available for these calibrations. It is recommended that a written SOP for 
calibration of meters be established. 

IDUCATION 
PAYS 

Printed on Recycled Paper 6% An Equal Opportunity Employer M/F/D 
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PWSID 0560258 
October 2 I , 2002 
Page 2 

Please submit a response to the Drinking Water Branch by January 17, 2003, outlining 
LouisvilIe Water Company's plan to address the deficiencies. If the item(s) have already been 
corrected, include the date they were corrected and remedies taken. Failure to respond to this 
correspondence may result in additional actions. 

If you need further assistance feel free to contact you Field Office inspector at the 
LouisvilIe Regional Office at (502) 425-467 1 or your Compliance Officer, Emily Harkenrider, at 
502.564.3410 x 488. 

Sincerely, 

Vicki L. Ray, Manager 
Drinking Water Branch 
Division of Water 

VLR:WT 

Attachments 

C: Louisville Regional Office 
DWB files 
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NATURAL RESOURCES AND ENVIRONMENTAL PROIXCTION CABINET 
KENTUCKY DEPARTMENT FOR ENVIRONMENTAL PROTECTION 

DIVISION OF WATER 
Drinking Water Sanitary Survey 

Site Name: Louisville Water Company: Crescent 
Hill Plant A 

Program: Drinking Water 

1 Inspection Type: Sanitary Survey 1 Purpose: Comprehensive I Not/Com#: 
Inspection Dates: 6/25/02 
Latitude: 38 15 15.7 

~ 

Time: Start 9:OO AM End 
Longitude: 85 40 48.6 

AM 

I 
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Drinking Water Data Revision Code: #040902 
(To be changed by Central Office Staf€only) 

SANITARY SURVEY CODE: 83 
NSPECTOR EMPLOYEE CODE: 

PWSID: 0560258A Plant Name:LouisviUe Water Company Crescent Hill Plant A Plant ContackBo 
Williams, Administrative Plant Type:C (community) Plant C1ass:N (>3 MGD) 
Distribution C1ass:IVD-Pop. >50,000 County: Jefferson Phone Number:502/569-3628, Extension 
3628 Fax Number:502/569-0826 E- Mail Address:bowilliams@lwcky.com 
Service Connections:250,229 Connections System Population Served 825,756 Persons 
I'otal No. Purchasers: 11 Systems Total Population Served 909,255 Persons 

Treatment 
h a r y  Source:Ohio River Secondary Source:Well #1 Maximum Pumping Rate:285 MGD 
Plant Capacity MGD:240 MGD Filter Design Rate: 3 GPM/sq fi Total Storage Capacity 
(gallons):55,000,000 Gal 
Pre-sedimentation Size: Aeration Code: 
Sedimentation (Primary) Code:T-Conventional/TubedPlates Sedimentation 2 (if 2 different processes) 
Type: 
Filter (Primary) Code:M-High FbteMxed Filter 2 (if 2 different filter types ) Type: 
Clear well Size (gallons):25,000,000 Gal 

Chemicals 
Pre-Disinfection Code:G-Chlorine Gas Post-Disinfection Code: A-Chloramines 
Primary CoaguIant Code:LFerriclLime/Polymer Secondary Coagulant (Name):Soda ash is used in 
rare occasions of very high turbidity. Filter Aid Name:Polyaluminum Chloride (Sometimes Polymer) 
Corrosion Control Code:L-pH adjustment/lime Taste and Odor Code:C-Activated CarbodPowdered 
Softening Code: 
Iron (and Manganese) Removal Code: Fluoride Supplement Code:A-Hydrofluosilicic Acid 
Other Code:X-NONE Other Name:Potassium permanganate is fed at the intake for zebra mussel control. 

Legend - NA -Not Applicable NI  - Not Inspected 

I I. Administrative Requirements 

Comments: Lime is not used as a coagulant. 
Compliance Status - No violations observed 

1 II. Operator CertificatiodAccreditation Requirements I 

2 
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(Check with Certification Section) 

Plant Class 

IVA 

Plant Capacity Hours operated Shifts Operated Operator Class 
WGD) (annual average) h e r  day) Required 

250 MGD 8,760 Hours 2 (12 Hour) I V A  N D  
Plant Distribution 

Per Year 

Does the plant have operators with the appropriate class certificate? Yes No 0 
Are the certifications up-to-date? Yes 
Does the system appear well operated and maintained? Yes [x1 No 

No I7 

List 
Operator Name 

Austin, David 
Barker, Paul 

Blnme, Robert 

Onerators and certification numbers: 
Plant Certification # Distribution Certification 

# 
JYA 
IVA 
I V A  

Buechel 111, Clifford 
Calloway, Robert 

Carr, Derrick 
Chervenak, David 

Comments: Certified Operators List Continued: Fitzgerald, John (N A); Goodlet, Shawn (IV A); 
Hainline, Troy (IV A); Harris, Eric (N D); Horrell, Joseph (IV A}; Hubbs, Stephen (IV A); 
Hunt, Harold (IV D); Ilari, Vincent (IV A and IV D}; Jakoby, David (III A); L m a n ,  William 
(TV A); M d e y ,  Morris (IV D); Meeks, Billy (IV D); Meyer, Timothy (N A); Payne, John (IV 
A); Ralston, John (II D); Samuels, Stephen (IV A); Schaftlein, Augelita (IV A); Scott, Phillip 
(IV A and JY D); Snider, Charles (IV A); Wang, Dr. Jack (rV A and IV D); Wheeler, Richard 
(IV A); Zelch, Glennon (N D) *Not all certified operators actually perform operational duties. 
These certified operators may operate at either the A or the B plant of Louisville Water 
Company. 

IVA IVD 
I V A  N D  
I V A  

N D  
IVD 

Compliance Status - No violations observed 

3 
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Records to be kept on site 
Data Summaries (if actual 

I data not retained) I I I 

Time it must be kept 
Based on data repIaced YeslX)Noo NIAD 

Check Yes or Na 

Bacteriological Analyses 
Chemical Analyses 
Turbidity Analyses 
Records of Violation 
Certification (required after 

5 years Yesm No c] 
10 years YesmNo 17 
1 year Y e s a  No 
10 years Yes@ No 

Y e s 0  No 
May 1,2002) 
Records of Sanitary 

Comments: Analytical data prior to 1999 is archived with a receipt-retrieval process. Receipts were 
available for data collected 1998 and earlier to prove that the data has been retained. Data 1999- 
2002 is retained and organized by quarters. Keeping analytical data in order by contaminant group 
would be more efficient/accurate. Finding specific laboratory reports was a tedious process when 
grouped quarterly. 

10 years Y e s B  No 

Compliance Status - No violations observed-Advisory action taken 

(CWS only) 
CT/ Profiling Data 

I IV. Reporting Requirements 

Yes@ No 

(To be completed by Compliance Officer) 

4 
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Reporting Item Normal Reporting (list last 
reporting period and note 
any exceptions) 

Asbestos At Least 2 Samples 

3acteriological 120 Samples (Monthly) 
Zonsumer Confidence CCR and Certification 
Report (CCR) 
3ioxin 4 Consecutive Quarters 

(2002-2004) 

Due by July 1 (Annually) 

(2002-2004) 
Fluoride (supplemental) 
horganic Chemicals (IOCs) 

@ 2 Sampies (Monthly) 
1 Complete Set Due 

Lead & Copper 

Nitrate 

Nitrite 

Operational Reports 
(MORS) 
Radionuclides (RADS) 

Secondary Contaminants 

Compounds (SOCs) 

2nd Quarter (Annually) 
50 Samples (06/01/03- 

09/30/03) 
1 Samples Due in 2nd 

Quarter (Annually) 
1 Samples Due in 2nd 

Quarter (Annually) 
(x1 Complete MOR 
(Monthly) 

4 Consecutive Quarters 
(If Grandfathering Data) 

2 Complete Sets 

the Same 12 Month Period 
(2002-2004) *Detections 

Corrosivity 

Sodium 

Synthetic Organic 

(TTHMs) 

and 1 Dry Season) 
[XI 2 Complete Sets 
(Annually: Taken with 
Secondaries) 
[XI 2 Complete Sets 
(Annually: Taken with 
Secondaries) 

2 Complete Sets within 

(VOCS) 

Raw, Distribution, and 

0 

0 

Cmergency Reporting 
List any reports to the 

~~ 

iublic) 
7 

7 
7 
7 
7 
7 
7 
z1 
7 
7 

0 
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Chlorite (Chlorine Dioxide 

Samples (Quarterly) 

Not Currently 
Only) 
Bromate (Ozone only) 

ChlorindChloramines 

Chlorine Dioxide 

Total Organic Carbon 

Emergency Reports 
Immediately 

Sample Siting Plan 

cl 
Applicable 

Not Currently 
Applicable 

Residual Measurements 
Collected with 
Bactenologicals (Monthly) 
17 Not Currently 
Applicable 

Raw, CFE, and Total 
Alkalinity (Monthly) 
(XI Line Breaks, Loss of 
Pressure, Loss of 
Disinfection 

200 1 
Updated December, 

Comments: 

Compliance Status - No violations observed 

I V. Operation & MaintenanceRerformance Requirements I 
MANAGEMENT AND SYSTEM OPERATION 

Organization: 
What is the utility’s governing body? Water Board 

Monthly 
Are the members familiar with water treatment? Yes 
How often does this body meet? 
Do operators attend? Yes [7 No 

Is there an organization chart? (Provide) Yes 
Does the chart include the WTP? If not provide additional chart. 

No 

No 0 
Yes No 

Communications: 
Does the system have a Mission Statement? (Provide) Yes [XI No 
Does the system have water quality goals? (Provide) Yes Ix) No 

Are the operators aware of these goals? Yes (XI No 
Does the system have regular staff meetings? Yes No 

How often? There are several different core 
groups differentiated to specific areas of expertise. These groups meet regularly at various 
fiequencies depending on the requirements of the core group. 

who specialize in or are affected by the particular area of specialty. 
Do the administrators visit the water plant? 

Who is involved? The core groups are devised to include those 

Y e s a N o  
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How often? There are various levels of 
administration at Louisville Water Company. While some administrators are located on-site at 
the plant, others make site visits. The visits are not scheduled on a regular basis such as 
monthly. 
Does the plant provide reports to the superintendent? Yes 

Types 
incident reports, etc. 

Frequency 
Does the superintendent provide reports to administrators? Yes No 

Types 
available to track resource reports continually. 

Frequency 
Is there an Operations and Maintenance manual? Yes No 

Kow often is it up-dated? 
comprehensive and is up-dated on a continual basis. 

Who up-dates the manual? Everyone involved in operations participates in up-dating 
the manual. Vince Ilari does the d r a g .  
Does the system provide any public relations or education activities? Yes 

Who is responsible for providing this? 
What types of public relations or education are done? Louisville Water Company 

No 0 
The superintendent is provided with logs, readings, operational events, 

These reports are provided daily and as-needed. 

Administrators are provided with budget/spendmg reports. A database is 

These reports are available as requested by administrators. 

The operations and maintenance manual is very 

No I7 
Barbara Crow 

provides excellent educational resources for the community. School programs range from 
activities for small children to science experiments in the classroom. Small children are 
educated about the importance of handwashing and the proper procedures. Older children have a 
wide range of activities available including a "gameshow", website, and the Louisville Water 
Company mascot, Tapper the water bottle. LWC also provides teachers' curriculum and 
international education. Plant tours are no longer available for security reasons. Louisville also 
provides the mandatory Consumer Confidence Report to customers each year. 

Who answers customer inquiries? Customer Service or Barbara Crow 

I 

Does the system have any short-term needs? Yes 
Are they documented? Yes I 
How are they developed? System owners and process owners develop the budget. A 

strategic plan is developed with the annual budget consisting of six components. The rate 
structure is up-dated annually. 

from within the Louisville Water Company family as well as consulting engineers and outside 
sources as needed. LWC has a wealth of available resources for planning purposes. 

Are the operators involved? Yes No 0 
Does the system have any long-term needs? Yes No 0 

Are they documented? 
How are they developed? 

Who provides input into these needs? Planning is performed by numerous groups 

Yes No 0 
Strategic planning is developed in light of key business 

issues and technical advisories. LWC is priority driven through ownership planning. Water 
quality is the uncompromised priority of Louisville Water Company. 

fiom within the Louisville Water Company farnily as well as consulting engineers and outside 
sources as needed. LWC has a wealth of available resources for planning purposes. 

Who provides input into these needs? Planning is performed by numerous groups 

Are the operators involved? Yes No 0 
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What security measures are in place at the water plant?louisville Water Company has a 
comprehensive security program in place with specialists devoted to this purpose. 
What security measures are in place in the distribution system?There is an excellent 
response process for any incidents of theft, vandalism, etc. The process involves several levels 
of response. Not all storage tanks, etc. are lit at night. In some cases, this is because of 
community concerns about light pollution. 
Has the system performed, or had performed, a Vulnerability Assessment? Yes [XI No 

Personnel: 
Certified Operators Number 8 

Note: Detailed Operator Certification Info in a Separate Section 

Adequate to caver needed shifts, vacations, and vacancies? 
What is the attitude of the staff? Administration Good 

Operators Goad 

DO the operators perform maintenance as well as operations? Yes 0 NO 
Is someone cross-trained with the plant lead operatorlsupervisor? Yes 
Do you have contingency plans for replacing retiring personnel? Yes 

Yes No [7 

Are the operators cross-trained? Yes No 0 
No 

No c] 

Plant Coverage: 
Is there shift operation at the plant? Yes  No 

Length of shift 12 Hours 

Number of shifts/day 2 
Number of operators per shift 

How are weekends and holidays covered? AU operations are regularly staffed in shifts. 

2 

Does this system have unstaffed operations? Yes 0 No 
Are there safeguards for when operators may be doing work outside the plant? 

Yes B N o  
What types of safeguards? There are always operators present at the plant. 

Financial: 
Does the system have a budget? Provide 1-page summary if available. Yes No 

Is the water plant meeting its expenses? Yes No 
Does the water plant revenue go to meet other city expenses (such as sewer or 
garbage)? Yes 0 No 
Who prepares the budget? The annual budget is developed by executive leadership 
and final approval is given by the Board of Water Works. 
Do the operators have any input into the budget? 

Yes No 0 
When was the last rate increase? Rates are reviewed and modified annually as- 

Yes [XI No 0 
Is there a rate structure in place? 

needed. The rate structure follows AWWA guidence for rate increases. There was a 4.25% rate 
increase put into place 01/01/02. 
Does the system have any long-term debts? 

Does the system have a reserve account? Yes (XI No 0 
Yes E No [ZI 
Yes No Is the debt being paid on &E? 

oes the system have a capital Yes No 0 
ow many years does t 
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What is the spending authority of the plant superintendent? 
mechanics, union members, administrators, president, water board, etc. The credit cards come in 
six levels of spending authority based on the needs of the position. 
Is there a purchase order process? 

Credit cards are provided to 

Y e s ~ N o D  

Name 

south Ohio 

General Observations: Louisville Water Company is a large institution with ' 
five corporate officers, a President, Vice President, Board of Water Works, 
Financial Officers, and numerous other administrators and staff. It is semi- 
publicly owned. 

Water Permitted Is Capacity Are there 
Withdrawal Amount Adequate? Water Quality 

Number issues? 
~ 

0100 160MGD-190 

PLANT AND DISTRIBUTION SYSTEM OPERATIONS 

River 
Well #l 

Insert a plant schematic (can be provided by DWB) 
Include the following details: 

MGD - 
0829 2.5MGD Yesa No- 

~ Y e s o  NOI- 
Yes0  N o 1  Yesm N o 0  

0 Source water type/location 
0 Major unit processes (including baffling factors and volumes) 
0 Flow measurement locations 
0 Chemical injection locations 
0 Piping Flexibility (including number of raw and finshed water mains)  
0 On-line monitoring typehocation 
0 Wastehandling 

Source 

List upstream land uses: Agriculture, Recreational,and residential. 
List upstream discharges (Within 5 miles): none known 
IS there a source water protection plan in place? Yes 0 NO 0 
Is the system drought-vulnerable? Yes No 
Observations: Well # 1 is not in use. Water source protection done by the organization 

QRSANCO. There is a 24 hour organic detection system in place. It takes 8 sampledday at the 
Payne plant and l/day at the Cresent Hill plant. This is coordinated with OSANCO. 
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Intake Structure 

11 0,000,000 

Is raw water pumped? Or gravity fed? I7 
Number of raw water mains 3 
Is raw water flow measured? Yes 

List any chemicals fed at the source: Potassium permanganate 
If source is a reservoir is it aerated? Yes No 
List depths of intake levels (normal pool): Lower is 17' below normal pool. Upper is 10 FT. 
below pool. 
Are screens stationary? Or mechanical? 

Are Zebra mussels a problem? Yes No 

Are emergency power generators available? Yes 8 NO 
Are emergency mterconnections with other supplies avairable? Yes 0 No 

Observations: Emergency connections to another electric utility is available. 

No 
If so when was the meter last calibrated: 

Is screen clogging a problem? Yes No 

If yes list actions taken: Potassium permanganate twice/year 

If yes list supplies and PWSID numbers: 

Bypass Capability 
Yesm NoC] Yesm N o 0  Carbon, potassium 

Y e s n  N o m  Yesn   NO[^ 
copper suIfate 

Pre-sedimentation 

Type 

I Capacity (gallons) I Flexibility to 1 ChemicalFeed I List Chemicals Fed 

Capacity (gallons) Reason for Aeration 

Is alga growth a problem? Y e s 0  N o m  
Observations: This is the reservoir informtition. 

Aeration Not Applicable 

I I I 
Observations: No aeration 
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Rapid Mix 

Type 
In Line Mixer 

Number Volume (gallons) Physical Condition 
4 Good 

List chemicals fed in order they are fed: KMN04, Powered Activated Carbon, Cu Sulfate, 
Ferric, Cationic Poly, Soda Ash, Alum, Chlorine, Ammonia, Soda ash, lime, Alum, Poly 
Alumimum Chloride, Hydroflorisidic acid Chlorine. 
Is adequate mixing of chemicals taking place? Yes No 
Are there flow splits after the quick mix? Yes 

Observations: South train is larger 

No 0 
If so is the flow distribution even? Yes No 

Flocculation Basins 

Tme I Number of 

What is the size OK and appearance of the floc? OK 
How often are floc basins cleaned? approx once every two years. 
Are the floc speeds tapered (decreased) through the floc stages? Yes 
Are there flow splits after flocculation? Yes 0 No 

Observations: One floc. basin is out of operation until 6-25-03. Its out for repairs. A 
second floc. basin is out for two more weeks from today due to its sedimentation basin 
being out for repairs on the sludge line. 

No 

Is flow distribution even? Yes No 0 

Sedimentation Basins 

Volume I Yowithtube I Physical 

upflow Clarifer 
Upflow Clarifer 

Trains/ Stages (gallons) settlers Condition 
4 1  20,869,200 0 Good 
4 1  22,372,453 0 Good 

How often are the basins cleaned? Every two years 
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How often is sludge removed from the basins? continously 
Or manud? Is sludge removal mechanical? 

What is the sludge depth at the time of the inspection? <6ft. 
What is the settled water turbidity at the time of the inspection? 1.3 Noah & .96 South 
Is there evidence of short circuiting (Flow or density currents)? Yes 0 No (XI 
Is baffling present in the basins? Yes No 

Is there evidence of floc carryover to the filters? Yes No 8 
Observations: One sed. basin Is out for repairs until 6-25-03. A second is out for repairs to 
its sludge line for another two weeks from today. 

Filters 
Number of Filters 33 

If (yes) describe the baffling. 

What Criteria are used for filter backwash? maximum run time, loss of head, and turbidity. 
What is the backwash rate in gallons per minute? North Bank 10.7 South Bank 14.8 

Is filter backwash rate ramped up and down? Yes No 
Is backwash flow rate measured? Yes a No c] 
Are fdters ever bumped? Yes No 
Is air scouring used? Yes No 

Record the CFE turbidity at time of inspection .07 NTU 
Are individual fdters monitored for turbidity? Yes 

Is t h i s  turbidity continuously recorded? Yes 
Is filter to waste (rewash) present? Yes N o Is it used? Yes No 0: 

Can turbidity be measured while filtering to waste? Yes 0 No 01 
Are flows adjusted on remaining filters during a backwash? Yes (XI No 
Is the spent backwash holding tanWlagoon volume adequate? Yes 

East Bank 13.8 

No 0 
N o n  

No 
Does the p h t  discharge water from this tamagoon back to a body of water? 
Yes No 
Does the plant have a KPDES discharge permit? Yes No 

Permit Number KY0003 123 
Meeting permit requirements? Yes No 
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Is spent backwash water recycled? Yes No 
Is it recycled as a ‘6slug’9? Or as a constant flow? 
What % of the flow is recycled? 
Are chemical feed rates adjusted during recycle? Yes n , N o  0 
Are raw water flows adjusted during recycle? Yes 0 No 

Observations: 
Chemical Feed Equipment 

How are chemical feeders calibrated? Gravimetric and volumetric are timed and pan catch and 
weigh. Metering pumps timed to graduated cylinders. 

How often are chemical feeders calibrated? Chemical feeders are spot checked once a 
month. Full calibration is done based on the spot checks and when maintenance is done on the 
equipment. 
Are Chemical dosages calcuhted? Yes 
Are chemicals NSF approved? Yes No 
Do the bulk liquid feed systems have day tanks? Yes 0 No 
Are at least two feeders provided for essential processes (such as coagulation, disinfection)? 
Yes NOD 
Is there enough storage for at least 30 days supply of chemicals used? Yes No 
Are there containment areas around the chemicals in case of spills or leaks? Yes No 
Are in plant water supplies protected from back-flow? (Cross connections): Yes N o m  

No 

Are spare parts available? Yes No 17 

Are backflow prevention devices tested? Yes 
What is the testing frequency? Once per year. 

N o m  
Last Tested March and April 2002. 

Observations: Calibration of chemical feeders does not have a set schedule or SOP. 
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Some chemicals may only have a 10 day supply in storage. In the table above gavimetric 
should be gravimetric. 

Type 
Chloramine 

Disinfection 

Application Point Redundancy Available 
Pre Filter Yes NO 

Y e s O N o n  
Yes [7 NO 
Yes 0 No 

Volume (gallons) 
25,000,000 Gal 

Are scales provided? Yes No 

Is automatic switchover of chlorine cylinders provided? Yes c] No 
C-T Profiling Data Yes No 0 
Observations: Chlorine gas comes in rail tank cars. "3 is in a large bulk tank. 

Are the scales operational? Yes 0 No 0 

BafflingType Disinfectant Residual 
2.6 mg/l 

Clearwell 

I 
~ 

1 
Are hatches secured? Yes No 0 
Are vents screened? Yes 
List the plant tap: Chlorine residual: free2.05 total2.5pH:8.0 
List any chemicals added to the clear welk Can add C12, "3 and Soda Ash 
How often are clear wells cleaned? No schedule. Last cleaned 10 years ago. 
Observations: 

No 0 
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Pumps 
(Law servicdraw water, high servicdfhhed water and backwash) 

Observations: They do not have backwash pumps at Crescent Hill. They use an elevated 
water storage tank to backwash the filters. The tank is 1.5 million gals. They can produce 
flow rates as follows: North fdter bank- 17 MGD, South filter bank45 MGD, 
East filter bank-42 MGD. 

On-line Instrumentation 

Observations: 
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Distribution Storage Facilities 
Telemetry I Last Cleaned 

5 
0 
0 
VI 
VI 
(D 



Distribution Storage Facilities 

Observations: See attached sheet. System has 28 storage tanks. The tanks known as 
Kenwood Hill, Reamers Rd and Standard had locked doors but no security fence. The 
tanks at English Station had a fen& but it was not locked. See Attached List The 
following tanks need screens on the overflow: English Station, Finley Elill, Kosmodale, 
Mitchel JEll, Oak ", and Standard. The following tanks had overflows e10 ft from the 
tank Brooks Hill, Jefferson Forest, Oak",  and Westport Rd. 
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Water Purchased 

Purchased From Amount Monthly Amount Available by 
(average) Contract (monthly) 

Observations: 
Water Sold 

Water sold To 
Mt. Washington Water 

Amount Contract Amount 
5 16,460,000 NO limit 

Company (0150300) 

Company (0150395) 
Jim Beam Brands Company 

(0 152087) 
Old KY Home Scout 
Reservation ((1152891) 
Tyler Mountain Water 

Shepherdsville Water 201,489,000 NO limit 

7,000 NO limit 

1,067,000 NO limit 

4,059,000 NO limit 
Company (0560503) 
Ashley Point h4" 

(0560609) 
North Nelson Water District 

17 
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(0900323) 
Aqua SourcdGoshen 

(0930235) 
North Shelby Water District 

(1060324) 
West Shelby Water District 

(1060457) 

(1080425) 
Taylorsville Water Works 

39,960,000 NO limit 

2 17,728,000 NO limit 

140,102,000 NO limit 

413,070,000 NO limit 



Distribution Booster Pumps and or Booster Disinfection Facilities 

Does I certified distribution operator oversee distribution activities? Yesm No 
What piping materials are included in the distribution system (in general)? Ductile steel, 
PVC, cast iron, and some asbestos. 
Is there a formal flushing schedule? Y e s a  N o m  Written Procedure? Yesm N o m  
Are there maintenance schedules and procedures? Yes 
Is there a valve exercisdreplacement program? Yesm No 
Is water loss tracked? Yes No 0 

If so what is the percentage of water lost? 14.9-16% 
Is there a water meter replacement program? Yesm Nom 
Is there a cross-connection control inspection program? Y e s a  N o 0  
Does the utility have distribution maps? YesB N O D  
Are there Main break notification procedures? Yesm No 
Observations: See attached Iist of booster pumps. They won't fit on this table. 
The aurrillm power is from mobile gas generators. There a r e  schedules for main rehab 
and replacement. The valve exercise program goes along with the line rehab schedule. The 
flushing goal is to flush 1/3 of the system per year. They achieved 1/4 last year. This was 
initiated March 2001. 
* It is recommended that the entire system be flushed twice yearly (401KAR CH. 5). 

No 0 
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Laboratory (Plant) 

TOC 
alkalinity 

1 Frequency I Equipment 
iararne::! Tested 

weekly doorman 180 
daily titration 

hardness 
flouride 

daily titration 
daily probe 

calcium I daily 1 titration 
VOC'S 1 dailv IGC 

~ 

lead as needed A. A. 
Total metals as needed k A .  
Total Coliform Dail y(Distribution) colilert quantitray 

I semivolatiles I GCMS 

HPC 

crypt0 sporidum 

twice at plant 

twice at plant 
Twice /mo Filter & microscope 

DailflDistribution) Disk and media 

I I twiceatdant I 

Giardia 
c12 
NTU 
PH 
T a p  

I E. Coli 1 DailfiDistribution) I colilert quantitray 

4hrs titration 
4brs hach meter 
daily probe 
daily thermometer 

Stan&& I 
S t a n d a r d s  
standards 
Internal Cal.  

h t d  Gal. 

standard 
Standards 
negative and 
positive controls 
negative and 
positive controls 

Recovery of known 
amount. 
Standards 
Standards 
Buffers 
Certified 
Thermometer 

Is space adequate? Yesm No [II 
Is lighting adequate? Yes 
Are analyses conducted according to Standard Methods? Yes No c] 
Observations: 

No [7 

In-Plant Sampling 

Observations: The on-line Turbidity and LWC labs turbidity readings were lower than our 
readings. Bottom of fiter 1 was .07, bottom of fdter 6 was .06, Bottom of 10 was .06, 
Bottom of filter 11 was .OS (LWC readings). 

Distribution Sampling 
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Observations: The letters before the address J-Jefferson , B-BulIitt, and 0-Oldham. 
Other samples were taken. All had a Total chlorine Residual >5 and Turbidity readings 
much less than 5 NTU. 

Chlorine Safety: 

Is the chlorine room enclosed and separate from other operating areas? Yes No 
Is there a working exhaust fan in the chlorine room? Yes No 0 

Does it provide one complete air change per minute? Yes No 
Does it exhaust from floor level? Yes 

No c] 
No 0 

Is intake air near the ceiling? Yes 
Are switches located outside the chlorine room? Yes N o 0  
Are chlorine tanks secured? Yes 
Is there a shatterproof viewing window in chlorine room? Yes No 
Is there a crash bar on the door of the chlorine room? Yes 

Does it open out and to the exterior of the building? Yes No 
Is there a SCBA unit meeting NOSH standards out side the chlorine room? Yes 

Are personnel trained to use the SCBA? Yes No 0 
Is leak detection provided? Yes 

If so is there an external audible andvisual alarm? Yes 
Is there a chlorine tank repair kit? Yea No 

Are personnel trained and certified to use the kits? Yes No 
Is ammonia available for chlorine leak detection? Yes No 
Is a lockout tag-out system used for electrical repairs? Yes [x1 No 
Observations: The also have a Air system for changing the Cl2 tank cars. Its 
precautionary. 

N o n  

No 0 
No 

No 0 
No 

Chlorine Dioxide Safety: 

Is sodium chlorite stored in a separate room? Yes 0 No 0 
Is it stored away from organic material? Yes 0 No 0 . 
Many materials wil l  catch fwe md burn violently when in contact with chlorite. 
Obs enations : 

Ammonia Safety: 
Is the ammonia room enclosed and separate from other operating areas? Yes No 
Is there a working exhaust fan in the ammonia room? Yes No 
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Does it provide one complete air change per minute? Yes f7 No 0 
Does it eHhaust from ceiling level? Yes No 
Is intake sir near the floor? Yes No 

Are switches located outside the ammonia room? Yes c] N o m  
Are ammonia t a n k s  secured? yes NOD 
Is there a shatterproof viewing window in ammonia room? Yes 0 No 
Is there a crash bar on the door of the ammonia room? Yes 0 No 0 

Does it open out and to the exterior of the building? Yes No 
Is there a SCBA unit meeting NOSH standards out side the ammonia room? Yes No 

Are personnel trained to use the SCBA? Yes No 
Is leak detection provided? Yes No 

If so is there an external audible and visual alarm? Yes 
How are ammonia leaks detected? Automatic detecters and Sulfur sticks. 
Is a lockout tag-out system used for electrical repairs? Yes 0: No 
Observations: The Ammonia is in an outside tank. 12,000 gal tank. It was inspected last 
year. Its not in 8 room. 

No 0 

Maintenance: 

Is housekeeping adequate? Yes No [7 
Are adequate supplies of spare parts kept on hand? Yes 
Are needed tools available? Yes No 
What is the general condition of operating equipment? good 
Is there a written preventive maintenance program? Yes No 0 

No 
Observations: Some have Written SOP'S and schedules. The schedded maintenance items 
are pump replacement, electric motors, bearings and ail. Other items would be inspection 
driven or due to maintenance crew findings during their daily rounds. 

No 0 

If not, is preventive maintenance performed? Yes 

Comments: 

Compliance Status - No violations observed 

1 VI. DischargelEmission Compliance I 
Comments: 

Compliance Status - Not Inspected 

MI. Monitoringlhalyses Evaluation 

Comments: 
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Compliance Status - No violations observed 

Overall Compliance Status 
- 1 NO violations Observed 

No Vialations Observed, but hpending violation trends observed - Advisory Action Taken 
Out of Compliance. Nan-recurrent deficiency noted - Verbal notice given or violation corrected at time of insp. 

- 
01 Out of Compiiance. Non-recurrent administrative or 0 &I M deficiency noted - warning Notice issued 
[7 Out of Compliance - NOV issued 

I VU. Environmental /Elealth Impact 

Work Site Hazard Assessment : 0 ATTACHED REVIEWED 

Comments: 

Compliance Status - No violations observed 

I IX Documentation 

Samples taken by DEP 
Samples taken by outside source 

(XI Instrument readings taken by DEP regional office 
Photographs obtained by DEP 
0 Copies of records obtained by DEP 

Other documentation 

I Inspector: Brad Trivette I Title: Environmental Inspector III I Date: 9-25-02 

Compliance: Emily Harkdder 
07/19/02 

Title: Environmental Technologist I Date: 

peliv&y Method: E-mail I Cert. Mail #: 

22 

LWC 0566 



NATURAL RESOURCES AND ENVIRONMENTAL PROTECTION CABINET 
KENTUCKY DEPARTMENT FOR ENVIRONMENTAL PROTECTION 

DIVISION OF WATER 
Drinking Water Sanitary Survey 

Inspection Type: Sanitary Survey 
Inspection Dates: 6/27/02 
Latitude: 38 20 33.4 

Sitepermit ID: 0560258B I Division: Water I Regional Office: Louisville 
Site Name: Louisville Water Company: B. E. Payne I Program: Drinking Water 

Purpose: Comprehensive I Not/Com#: 
Time: Start 9:00 AM End 
Longitude: 85 37 38.8 

AM 
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Drinking Water Data Revision Code: #040902 
(To be changed by central Offie Staff only) 

3ANITARY SURVEY CODE: 83 
[NSPECTOR EMPLOYEE CODE: 

PWSID: 0560258B Plant Name:Louisville Water Company: B. E. Payne Plant B Plant Contact:Bo 
Williams, Administrative Plant Type:C (community) Plant C1ass:N (>3 MGD) 
Distribution Class:IVD-Pop. >50,000 County: Jefferson Phone Number:502/569-3628, Extension 
3628 Fax Number: 502/569-0826 E- Mail Address:bowilliams@lwcky.com 
Service Connectians:250,229 Connections System Population Served:825,756 Persons 
Total No. Purchasers: Total Population Served:909,255 Persons 

Treatment 
Primary Source:Ohio River Secondary Source: Well E Maximum Pumping Rate:60 MGD 
Plant Capacity MGD:60 MGD Filter Design Rate: 3 GPWsq fi Total Storage Capacity 
(gallons):55,000,000 Gal 
Pre-sedimentation Size: Aeration Code: 
Sedimentation (Primary) Code:T-Conventional/Tubes/Plates Sedimentation 2 (if 2 different processes) 
Type: 
Filter (primary) Code:M-High Rate/Mixed Filter 2 (if 2 different fdter types ) Type: 
Clear well Size (gallons):6,000,000 Gal 

Chemicals 
Pre-Disinfection Code:G-Chlorine Gas Post-Disinfection Code: A-Chloramines 
Primary Coagulant Code:GFemc/Lirne/Polymer Secondary Coagulant (Name):Soda ash is used in 
rare occasions of very high turbidity. Filter Aid Name:Polymer 
Corrosion Control Code:L-pH adjustmentLhe Taste and Odor Code:C-Activated CarbodPowdered 
Softening Cade:L-Lime/Soda Ash 
Iron (and Manganese) Removal Code: Fluoride Supplement Code:A-Hydrofluosilicic Acid 
Other Code:X-NONE Other Name:Potassium permanganate is fed at the intake for zebra mussel control. 

Legend - NA - Not Applicable NI - Not Inspected 

~~~ 1 I. Administrative Requirements 

Comments: Lime is not used as a coagulant. Soda ash is not used in the softening process, only 
Lime. 
Compliance Status - No violations observed 

I II. Operator CertifcatiodAccredation Requirements 
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Plant Class 

I V A  

Does the plant have operators with the appropriate class certificate? Yes 
Are the certifications up-to-date? Yes No 
Does the system appear well operated and maintained? Yes 

No 

No 

Plant Capacity Hours operated Shifts Operated Operator Class 
WGD) (annual average) @er day) Required 

60 MGD 8,760Hours 2(12Hour) IVA IVD 
Plant Distribution 

Per Year 

List Operators and certification numbers: 

Comments: Certified Operators List Continued: Fitzgerald, John (IV A); Goodlet, Shawn (IV A); 
Hainline, Troy (IV A); Harris, Eric (IV D); Horrell, Joseph (IV A); Hubbs, Stephen (W A); 
Hunt, HaroId (IV D); Ilari, Vincent (IV A and IV D); Jakoby, David (111 A); Lannan, William 
(N A); Manley, Moms (IV D); Meeks, Billy (IV D); Meyer, Timothy (IV A); Payne, John (IV 
A); Ralston, John (II D); Samuels, Stephen (N A); Schaftlein, Angelita (IV A); Scott, Phillip 
(IV A and IY D); Snider, Charles (IV A); Wang, Dr. Jack (IV A and IV D); Wheeler, Richard 
(IV A); Zelch, Glennon (IV D) *Not all certified operators actually perform operational duties. 
These certified operators may operate at either the A or the B plant of Louisville Water 
Company. 

Compliance Status - No violations observed 

III. Record Keeping Requirements 
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Records to be kept on site 
Data Summaries (if actual 
data not retained) 
Bacteriological Analyses 
Chemical Analyses 
Turbiditv Analvses 
Records of Violation 
Certification (repired after 
May 1,2002) 
Records of Sanitary 
Surveys 
Records of Variance and 
Exemption 
Distribution Map 

~ 

O&MManual 
Sampling Plan Map 
Consumer Confidence 
Report and Certification 

CT/ Profiling Data 
( C W S  ody) 

Time it must be kept 
Based on data replaced 

5 years 
10 years 
1 Year 
10 years 

10 years 

5 years 

Updated August, 2001 
Updated Continually 
Uudated December. 200 1 
On File 

Check Yes or No 
Yesm No N/A 

YeSB No 

Comments: Analytical data prior to 1999 is archived with a receipt-retrieval process. Receipts were 
available for data collected 1998 and earlier to prove that the data has been retained. Data 1999- 
2002 is retained and organized by quarters. Keeping analytical data in order by contaminant group 
would be more efficientlaccurate. Finding specific laboratory reports was a tedious process when 
grouped quarterly. 

Compliance Status - No violations observed-Advisory action taken 

I IV. Reporting Requirements 

(To be completed by Compliance Officer) 
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Reporting Item 

&e by July 1 (Annually) ' Report (CCR) 
Dioxin 4 Consecutive Quarters 

(2002-2004) 

Normal Reporting (list last 
reporting period and note 

I Compounds (SOCs) 
I 

the Same 12 Month Period 
(2002-2004) *Detections 

have special monitoring. 
Haloacetic Acids Raw, Distribution, and 

1 Maximum Retention 

Smergency Reporting 
List any reports to the 
Iublic) 
7 
1 1 

7 

7 

7 
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Sample Siting Plan 
I2001 

Disinfection 
Updated December, 

comments: 

Compliance Status - No violations observed 

1 V. Operation & Maintenance/Performce Requirements 

MANAGEMENT AND SYSTEM OPERATION 

0 rganization: 
What is the utility’s governing body? Water Board 

Monthly 
Are the members familiar with water treatment? Yes a No 
How often does this body meet? 
Do operators attend? Yes No 

Is there an organization chart? (Provide) Yes 
Does the chart include the WTP? If not provide additional chart. 

No 
Yes No 

Communications: 
Does the system have a Mission Statement? (Provide) Yes No 
Does the system have water quality goals? (Provide) Yes No 0 

Are the operators aware of these goals? Y e s B N o C ]  
Does the system have regular staff meetings? Yes @No 0 

How often? There are several different core 
groups differentiated to specific areas of expertise. These groups meet regularly at various 
frequencies depending on the requirements of the core p u p .  

who specialize in or are affected by the particular area of speciality. 
Do the administrators visit the water plant? 

Who is involved? The core groups are devised to include those 

Yes B N o  [7 
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How often? There are various levels of 
administration at Louisville Water Company. While some administrators are located on-site at 
the plant, others make site visits. The visits are not scheduled on a regular basis such as 
monthly. 
Does the plant provide reports to the superintendent? 

Types 
incident reports, etc. 

Frequency 
Does the superintendent provide reports to administrators? Yes No 0 

Types 
available to track resource reports continually. 

Frequency 
Is there an Operations and Maintenance manual? 

How often is it up-dated? 
comprehensive and is up-dated on a continual basis. 

Who up-dates the manual? Everyone involved in operations participates in up-dating 
the manual. Vince Ilari does the drafting. 
Does the system provide any public relations or education activities? Yes 

Who is responsible for providing this? 
What types of public relations or education are done? 

Yes No 
The superintendent is provided with logs, readings, operational events, 

These reports are provided daily and as-needed. 

Administrators are provided with budgetlspmding reports. A database is 

These reports are available as requested by administrators. 
Y e s E N o n  

The operations and maintenance manual is very 

No 0 
Barbara Crow 

Louisville Water Company 
provides excellent educational resources for the community. School programs range fiom 
activities for small children to science experiments in the classroom. Small children are 
educated about the importance of handwashing and the proper procedures. Older children have a 
wide range of activities available including a "gameshow", website, and the Louisville Water 
Company mascot, Tapper the water bottle. LWC also provides teachers' curriculum and 
international education. Plant tours are no longer available for security reasons. Louisville also 
provides the mandatory C o m m a  Confidence Report to customers each year. 

Who answers customer inquiries? Customer Service or Barbara Crow 

Planninpr. 
Does the system have any short-term needs? Yes No 

Are they documented? Yes No 0 
How are they developed? System owners and process owners develop the budget. A 

strategic plan is developed with the annual budget consisting of six components. The rate 
structure is updated mually. 

&om within the Louisville Water Company family as well as consulting engineers and outside 
sources as needed, LWC has a wealth of available resources for planning purposes. 

Does the system have any long-term needs? Yes No 0 

Who provides input into these needs? Planning is performed by numerous groups 

Are the operators involved? 

Are they documented? 
How are they developed? 

Yes a No 0. 
Yes No c] 
Strategic planning is developed in light of key business 

issues and tecbnical advisories. LWC is priority driven through ownership planning. Water 
quality is the uncompromised priority of Louisville Water Company. 

fkom within the Louisville Water Company family as well as consulting engineers and outside 
sources as needed. LWC has a wealth of available resources for planning purposes. 

Who provides input into these needs? Planning is performed by numerous groups 

Are the operators involved? Yes No 
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What security measures are in place at the water plant?Louisville Water Company has a 
comprehensive security program in place with specialists devoted to this purpose. 
What security measures are in place in the distribution system?There is an excellent 
response process for any incidents of theft, vandalism, etc. The process involves several levels 
of response. Not all storage tanks, etc. are lit at night. In some cases, this is because of 
community concerns about light pollution. 
Has the system performed, or had performed, a Vulnerability Assessment? Yes No 0 
Personnel: 
Certified Operators Number 8 

Note: Detailed Operator Certification Info in a Separate Section 

Adequate to  cover needed shifts, vacations, and vacancies? 
What is the attitude of the staff? Administration Good 

Operators Good 

Yes No 

Are the operators cross-trained? Yes No [7 
DO the operators perform maintenance as well as operations? Yes [7 No [x1 
I s  someone cross-trained with the plant lead operator/supervisor? Yes [XI No 
Do you have contingency plans for replacing retiring personnel? Yes No 

Plant Coverage: 
Is there shift operation at the plant? Yes No 

Lengthbf shift 12 Hours 
Number of operators per shift 

How are weekends and holidays covered? All operations are regularly staffed shifts. 

2 
Number of shifts/day 2 

Does this system have unstaffed operations? Yes No 
Are- there safeguards for when operators may be doing work outside the plant? 

Yes No 
What types of safeguards? There are always operators present at the plant. 

Financial : 
Does the system have a budget? Provide 1-page summary if available. Yes No 

Is the water plant meeting its expenses? Yes No [7 
Does the water lant revenue go to meet other city expenses (such as sewer or 
garbage)? Yes No 
Who prepares the budget? The annual budget is developed by executive leadership 
and fmal approval is given by the Board of Water Works. 
Do the operators have any input into the budget? 

Is there a rate structure in place? Yes No 
When was the last rate increase? 

needed. The rate structure follows AWWA guidence for rate increases. There was a 4.25% rate 
increase put into place 01/01/02. 
Does the system have any long-term debts? Yes NO 

Is the debt being paid on time? Yes NO [7 
Does the system have a reserve account? Yes [XI No 

Yes No 0 
Rates are reviewed and modified annually as- 

oes the system have a capital improvement plan? yes [XI NO Q 
es the  plan CQVW? 20 
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What is the spending authority of the plant superintendent? 
mechanics, union members, administrators, president, water board, etc. The credit cards come in 
six levels of spending authority based on the needs of the position. 
Is there a purchase order process? 

Credit cards are provided to 

Yes No 0 
General Observations: Louisville Water Company is a large institution with 
five corporate officers, a President, Vice President, Board of Water Works, 
Financial Officers, and numerous other administrators and staff. It is semi- 
publicly owned. 

PLANT AND DISTRIBUTION SYSTEM OPERATIONS 

Insert a plant schematic (can be provided by DWB) 
Include the following details: 

0 Source water typellocation 
0 Major unit processes (including baffling factors and volumes) 
0 Flow measurement locations 
0 Chemical injection locations 
0 Piping Flexibility (including number of raw and finished water h s )  
0 On-line monitoring typellocation 
0 Waste handling 

source 

Is Capacity 
Adequate? 

Water I Name Withdrawal 

List upstream land uses: Residential, Agricultural, Recreational 
List upstream discharges (Within 5 miles): None known 
IS there a source water protection plan in place? Yes 
Is the system drought-vulnerable? Yes [7 No 
Observations: ORSANCO does the protection plan for the OHIO river. There is a well 

NO 

head protection plan in development for the 22 MGD well. It is due July 2003. 
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Intake Structure 

Location Type Number of Screen Size 
Inlets 

Is Flooding Is silt build- 
a problem? Y?a 

problem? 
7400 River Rd 

Is raw water pumped? Ix) Or gravity fed? 
Number of raw water mains 2 at 60" 
Is raw water flow measured'? Yes 

List any chemicals fed at the source: Potassium permanganate 
If source is a reservoir is it aerated? Yes No 
List depths of intake levels (normal pool): 40fi below pool.(Two intakes) 
Are screens stationary? 

Is screen clogging a problem? Yes 0 No 
Are Zebra mussels a problem? Yes No 

If yes list actions taken: KMN04 twice/year 
Are emergency power generators available? Yes 0 No 
Are emergency interconnections with other supplies available? Yes No 

Observations: 

No [7 
If so when was the meter last calibrated 10-1-2000 

Or mechanical? 

If yes list supplies and PWSID numbers: Cresent Hill Plant 0560258A 

Tower 2 4.25" by2 1/3" Y e s o  NoN Y e s o  N o N  
Y e s o  Nom Yeso  N o m  
Y e s o  N o 0  Y e s 0  Nom 
Y e s a  Nom Y e s o  NOD 

Pre-sedimentation 

Capacity (gallons) Flexibility to Chemical Feed 
Bypass Capability 
Y e s n  NOD Y e s o  N o n  
Y e s 0  N o m  Y e s 0  N o m  

List Chemicals Fed 

Is alga growth a problem? Y e s 0  N o m  
Observations: 

Type 

Aeration 

Capacity (gallons) Reason for Aeration 

Observations: 
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Rapid Mix 

Type 
Mechanical Mixer 

Number Volume (gallons) Physical Condition 
3 444,600 Good 

List chemicak fed in order they are fed: KMN04, PAC, soda ash, ferric, polymer, lime, CL2, 
Cationic poly, NH3 and Flouride. 
Is adequate mixing of chemicals taking place? Yes 
Are there flow splits after the quick mix? Yes [7 No [XI 

If so is the flow distribution even? Yes No [7 
Observations: 

Flocculation Basins 

No c7 
-. 

Type 

Upflow Clarifer 

rType I #of 1 Stages 1 VariableSpeedDrive I Volume (gallons) 1 Physical I 

Number of Volume % with tube Physical 
Trains/ Stages (gallons) settlers Condition 

3 1  2,875,000 each Good 

What is the size Pinpoint and appearance of the floc? OK 
How often are floc basins cleaned? annual 
Are the floc speeds tapered (decreased) through the floc stages? Yes 
Are there flow splits after flocculation? Yes 0 No 

Observations: One floc basin is aut for general repairs and cleaning. It should be back in 
service by July 2002. 

No 

Is flow distribution even? Yes No 

Sedimentation Basins 

HQW often are the basins cleaned? Annual 
How often is sludge removed from the basins? continuusly 

Is sludge removal mechanical? Or manual? c] 
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What is the sludge depth at the time of the inspection? <6ft 
What is the seffled water turbidity at the time of the inspection? 2.0 
Is there evidence of short circuiting (Flow or density currents)? Yes No 
Is baffling present in the basins? Yes No 

Is there evidence of flac carryover to the filters? Yes 
Observations: One clarifier down for cleaning and repairs. Back in service in July 2002. 

Number of Filters 8 

If (yes) describe the baffling. 
No 

Filters 

What Criteria are used for fiter backwash? Run time, head loss, or turbidity going up. 
What is the backwash rate in gallons per minute? 15.66/SqFt 
Is filter backwash rate ramped up and down? Yes 
Is backwash flow rate measured? Yes 
Are filters ever bumped? Yes No 
Is air scouring used? Yes 0 No 

Record the CFE turbidity at time of inspection .06 
Are individual filters monitored for turbidity? Yes No 

Is this turbidity continuously recorded? Yes N o n  
Is fdter to waste (rewash) present? Yes N o Is it used? Yes No 

Can turbidity be measured while filtering to waste? Yes 0. No c] 
Are flows adjusted on remaining filters during a backwash? Yes E No 
Is the spent backwash holding tank/lagoon volume adequate? Yes No 

Does &e plant discharge water from this tankhagoon back to a body of water? 
Y e s H N o n  
Does the plant have a KPDES discharge permit? Yes No 

No 0 
No 

Permit Number KY0003 123 
Meeting permit requirements? Yes No 

Is spent backwash water recycled? Yes No 
Is it recycled as a Wug’’? Or as a constant flow? 
What % of the flow is recycled? 
Are chemical feed rates adjusted during recycle? Yes No 
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Are raw water flows adjusted during recycle? Yes [7 No 0 
Observations: 

Chemical Feed Equipment 

How are chemical feeders calibrated? Pan check method. The feed rates are checked daily by 
the operators. 

checked is off.. 
Are Chemical dosages calculated? Yes 
Are chemicals NSF approved? Yes IxI NO 0 
Do the bulk liquid feed systems have day tanks? Yes No 
Are at least two feeders provided for essential processes (such as coagulation, disinfection)? 
Yes N o 0  

No [7 
Is there enough storage for at least 30 days supply of chemicals used? Yes No E 
Are there containment areas around the chemicals in case of spills or leaks? Yes No 
Are in plant water supplies protected from back-flow? (Cross connections): Yes 

How often are chemical feeders calibrated? No SOP.--Done as needed if the rate 

No 

Are spare parts available? Yes 

N o m  
Are backflow prevention devices tested? Yes NOD 
What is the testing frequency? Quarterly1 Last Tested 

Observations: Back flow devices in the plant are checked quarterly. The connection to the 
finished supply is done annually. Under feeder type, gavimetric should be gravimetric. 
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Disinfection 

Type Application Point Redundancy Available 
Chlorine gas Pre Filter Y e s H N o n  
Chloramine Clearwell Y e s W N o n  . Y e s D N o n  - - -  

Volume (gallons) Baffling Type 
6,000,000 Gal 

Are scales provided'! Yes a No 0 
Is automatic switchover of chlorine cylinders provided? Yes 
C-T Profiling Data Yes No 0 
Observations: 

Are the scales operational? Yes No 
No 

Disinfectant Residual 
3.1 at plant Tap 

Clearwell 

Are hatches secured? Yes No 
Are vents screened? Yes No 0 
List the plant tap: Chlorine residual: free,>05 total3.lpH:7.7 
List any chemicals added to the clear welk Ammonia & flouride 
How often are clear wells cleaned? Hasn't been cleaned in ten years! 
Observations: The electronic sensors on the clearwell hatches don't work. The clearwell is 
fenced and the hatches are locked. There is also a security guard that drives by and does an 
Inspection from his car. He doesn't walk around the grounds to check the locks or fence. 
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Pumps 
(Low servicehaw water, high service/finished water and backwash) 

Flow 
Stream 

Raw Water 

Finished Watc 

Location Number of Capacity Pump Type FLOW 
Pumps (gPm) Control 

Method 
River Rd 4 80,555 Centrihgal Manual 

River RD 4 41,666 Mixed flow Manual 
water station 

High Senice turbine 
BLDG 

Backwashwa 

Observations: 
On-he Instrumentation 

High 2 55,555 Vertical Automatic 

Manufacturer 

r 
Observations: 
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Distribution Storage Facilities 

Location Volume Tank Overflow Last Telemetry 
Screed >lo’ Cleaned/ 

English Station, Finley HiU, Kosmodale, Mitchel Hill, Oak Hill, and Standard. The 
following tanks had overflows 4 0  ft from the tank: Brooks Hill, Jefferson Forest, OakHill, 
and Westport Rd. 
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Water Purchased 
~ 

Purchased From Amount Monthly Amount Available by 
(average) Contract (monthly) 

Water sold To Amount 
Mt. Washington Water 516,460,000 
Company (0150300) 
Shqherdsville Water 201,489,000 
Company (0150395) 

Jim Beam Brands Company 7,000 

Observations: 
Water Sold 

Contract Amount 
No limits 

No limits 

No limits 
(0152087) 

Old KY Home Scout 1,067,000 No limits 
Reservation (015289 1) 
TyIer Mountain Water 4,059,000 No limits 
Company (0560503) 
Ashley Point MHP 16,802,000 No limits 

(0560609) 
North Nelson Water District 

(0900323) 
Aqua SourcdGoshen 

I I I 
Observations: Tlyer Mountain Water was formerly Anita Spring Water Co. 

59,156,000 No limits 

39,960,000 No limits 

17 

(0930235) 
North Shelby Water District 
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217,728,000 No limits 
(1 060324) 

West Shelby Water District 
(1060457) 

Taylorsville Water Works 
( 1080425) 

140,102,000 No limits 

413,070,000 No limits 



Location 

Does a certified distribution operator oversee distribution activities? Y e s a  No 
What piping materials are included in the distribution system (in general)? Cast iron, PVC 
ductile steel and sume asbestos. 
Is there a formal flushing schedule? Yesm N a n  Written Procedure? YesB Nom 
Are there maintenance schedules and procedures? Yes No 
Is there a valve exercise/replacement program? Y e s u  No 
Is water loss tracked? Yes No 

If so what is the percentage of water lost? 14.9%--16% 
Is there a water meter replacement program? Yesm N o 0  
Is there a cross-cannection control inspection program? Yesm NOD 
Does the utility have distribution maps? Y e s a  Nom 
Are there Main break notification procedures? YesH No 
Observations: See attached list of booster pumps. They won't fit on this table. 
The auxiliary power is from mobile gas generators. There are schedules for main rehab 
and replacement. The valve exercise program goes along with the line rehab schedule. 
Flushing goal is to flush 1/3 of the system per year. They achieved 1/4 last year. This was 
initiated March 2001. 
* It is recommended that the entire system be flushed twice a year (401- CE.5). 

Pump =P Number & Disinfection Auxiliary 
Disinfection = D Capacity of Type Power 
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Laboratory (Plant) 

Parameters Tested 
For 

Ph 
Chlorine 
Turbidity 
Flouride 

Frequency Equipment Used Calibration 
Method 

4 times per day Electricrode &probe Buffers 
4 times per day Titration Known standards 
4 times per day Hach bench unit Gel standards 
Once ~ e r  shift Colorimeter Standards 

Is space adequate? Yesm No 0 
Is lighting adequate? Yes 
Are analyses conducted according to Standard Methods? Yes 
Observations: The bench turbidity unit is used to check the on-lines. The on-line reading is 
the one being reported on the Turbidity Logs. The turbidity results that are entered on the 
MOR are done at the lab at the Cresent €€ill plant. All other parameters are done at the 
main lab at the Cresent Hill Plant. See Cresent hill Sanitary Survey for complete list. 

No 
No 

In-Plant Sampling 

Site Bottom of fliter 6 

(for example. toD and bottom 

T..A:AL.. m AA-... nm 

C1. Free: Total: pH: I 

L of filters) 

IruuluLly. .LU WUIGI.  .UJJ 

Other: 
nil- n---- - r n : & - - . ~  nl PI-.? 'P--l. 9 A 9  - IT.  T.. 1:1 
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on top of the filters. These samples are analized 30-40 minutes later. 
used on the MOR. 

These results are 

Distribution Sampling 

Observations: See Cresent Hill Plant sanitary survey. They both serve the system. The 
TRC levels were adequate all over the system. Turbidity levels were all well below 5 NTU. 

Chlorine Safety: 

Is the chlorine room enclosed and separate from other operating areas? Yes No 
Is there a working exhaust fan in the chlorine room? Yes No 

Does it provide one complete air change per minute? Yes N No 0 
Does it exhaust from floor level? Yes No 0 

Is intake air near the ceiling? Yes 0 No 
Are switches located outside the chlorine room? Yes N o 0  
Are chlorine tanks secured? Yes N Nom 
Is there a shatterproof viewing window in chlorine room? Yes 
Is there a crash bar on the door of the chlorine room? Yes 

Does it open out and to the exterior of the building? Yes 
Is there a SCBA unit meeting NIOSH standards out side the chlorine room? Yes No 0 

Are personnel trained to use the SCBA? Yes 
Is leak detection provided? Yes 

If so is there an external audible and visual alarm? Yes No 0 
Is there a chlorine tank repair kit? Yes 

Are personnel trained and certified to use the kits? Yes No 
Is ammonia available for chlorine leak detection? Yes No 0 
Is a lockout tag-out system used for electrical repairs? Yes No 
Observations: The air intakes are at ground level on the opposite side of the building from 
the exhaust. Ten state standards require the intakes be near the ceiling. 

No 0 
No 

No [7 

No 0 
No 0 

No 

Chlorine Dioxide Safety: 

Is sodium chlorite stored in a separate room? Yes No 
Is it stored away from organic material? Yes No 
Many materials will catch fire and burn violently when in contact with chlorite. 
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Observations: 

Ammonia Safety: 
Is the ammania room enclosed and separate from other operating areas? Yes c] No c] 
Is there a working exhaust fan in the ammonia room? Yes No 

Does it provide one complete air change per minute? Yes 0 No 
Does it exhaust from ceiling level? Yes No 
Is intake air near the floor? Yes c] No 

Are switches located outside the ammonia room? Yes N o m  
Are ammonia tanks secured? Yes N o 0  
Is there a shatterproof viewing window in ammonia room? Yes No 
Is there a crash bar on the door of the ammonia room? Yes No 

Does it open out and to the exterior of the building? Yes No 
Is there a SCBA unit meeting NIOSH standards out side the ammonia room? Yes 

Are personnel trained to use the SCBA? Yes 
Is leak detection provided? Yes 

If so is there an external audible and visual alarm? Yes No 
How are ammonia leaks detected? Automatic detectors on the tank and with sulfur sticks. 
Is a lockout tag-out system used for electrical repairs? Yes 
Observations: The ammonia tank is outside the building, it holds 2000 gals. 

No 
No 

No 

No 

Maintenance: 

Is housekeeping adequate? Yes No c] 
Are adequate supplies of spare parts kept OIL hand? Yes No c] 
Are needed tools available? Yes No c] 
What is the general condition of operating equipment? 
Is there a written preventive maintenance program? Yes No 0 

If not, is preventive maintenance performed? Yes 0 No 
Observations: 

Comments: 

Compliance Status - Not Inspected 

[ VI. DischargeEmission Compliance 1 
Comments: 

Compliance Status - Not Inspected 
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I VII. Monitoringlhalyses Evaluation 

Overall Compliance Status 
-- 2 No Violations Observed 
XI No Violations Observed, but impending violation trends observed - Advisory Action Taken 
2 Out of Compliance. Non-recurrent deficiency noted - V&al notice given or violation corrected at time of insp. 
[7 Out of Compliance. Non-recurrent administrative or 0 & M deficiency noted -Warning Notice issued 
c] Out of Compliance - NOV issued 

Comments: 

Compliance Status - No violations observed 

I VIE Environmental /Health Impact 

Work Site Hazard Assessment : 

Comments: 

ATTACHED REVIEWED 

Compliance Status -No violations observed 

I IX Documentation 

Samples taken by DEP 
Samples taken by outside source 

0 Photographs obtained by DEP 
0 Copies of records obtained by DEP 

Other documentation 

Instrument readings taken by DEP regional office 

I Inspector: Brad Trivette I Title: Environmental Inspector III I Date: 9-27-02 I 
Compliance: Emily Harkenrider 
071 19/02 

Title: Environmental Inspector I Date: 

I Delivery Method: E-mail I Cert. Mail #: I 

22 

LWC 0588 



03/30/02 PON 09:15 FAX 5025954757 DEP - LOUISVILLE ~ 0 0 2  

L. CtTYSY~~ELEVATEDSERVICEAREA 
HikesPaint #1,23 2.5 MGD @ 225'TDA 

#3,5,6 
#4 

4.7-Q 22O'TDH 300 HP 
2MGD@ ZO'TDH 150 Wp 

I. ; 

5 MGD @ 195' 
3 MQ @ 130' 

200 HP 
200 HP 

30 EP 

B h k e d M k  
crossing #1,2 1.15 MGD @j 100' 30 Hp 

0.12 MGD @ 135' 5m 

125 HP 

4QHP 
. .  
.. . 

ShelbyvilleRoad #l.2 0.86 M a l  # w 15 EIP . .  . .  

Billm/SbadyAcns #1,2,3 1 MGD @ 140' 4Qm 

mgvalley #1,2 0.06 MGJJ Q 224' 51fp 

#l 0.07 MGD @ 100' 3HP 
t d l  

Blevins Gap 
(Hydrop=M=W 

BraoksEUl 0.72 MUI @ 160' 40 HP 

3. Cl'LYSYSTEMBooSTERPUMPAGE! 

. .  
j : . .  
.. . 

Brooks HiLl II #1,2 0.25 M q  Q 301' 20 €iP 

. .  0.04 MGD @ 245' 

0.30 MGD @ 170' 

3HP 

15 HP 
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Od/30/02 MON 09:15 FAX 5025954757 DEP - LOUISVILLE a 0 0 3  

.. . -. . 

. .  

. .  . .  .. . 

0.40 MGD @ 120' 

0.05 MGD @ 140' 

0.07 MGD Q 100' 

0.72 MGD @ 200' 

0.07 MGD @ BO' 
0.29 MGD @ 150' 

PKP #1,33 1.3 h4GD @ 140' 

0.07 MGD @ 85' 

0.19 MGD Q 180' 

15 HP 

3HP 

3HP 

4oHP 

5HP 
15 HE' 

50 HP 

3HP 

10 HI? 

). . 
, .  

PeaCefiulValley #1,2,&3 400 GEM@ 172' 30 W (ea) 
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